Environmental and Waste Management Services 120 E. Fifth Ave., Bldg. 860
‘ P. O. Box 5000

Upton, NY 11973-5000
Phone 631 344-4549
Fax 631 344-7334

BROOKHFEVUEN goode@bnl.gov
VATI QNA/L LABORATORY Managed by Brookhaven Science Associates
~ for the U.S. Department of Energy

August 9, 2006

Ms. Kathleen Newcomer

Suffolk County Department of Health Services
Office of Water Resources

Bureau of Drinking Water

Suite 1C

360 Yaphank Avenue

Yaphank, New York 11980

Dear Ms. Kathleen Newcomer:

Subject: Monthly Water Treatment Plant Reports
Reference: Suffolk County Minimum Monitoring Requirements for July 2006

In accordance with the requirements of the BNL Potable Water System Sampling Plan and the 2006
SCDHS Minimum Monitoring Requirements for the BNL Potable Water Supply, included please find
the following attachments for your records:

Attachment I: BNL Potable Water Monthly Operational Data for July.

Attachment II: July 2006 Biweekly Water Quality Monitoring Data for the BNI
Distribution System and Potable Water Wells.

Attachment III: July 2006 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bacteriological Analyses for the BNL
Distribution System.

Attachment IV: 2006 Annual Asbestos Analysis for the BNL Potable Water
Distribution System.

Attachment V: 2006 Annual Synthetic Organic Chemical and Pesticides Analyses
for the BNL Potable Water Wells.

Attachment VI: 2006 Annual Inorganic and Nitrate/Nitrite Analyses for the BNL
Potable Wells.

Attachment VII: 2006 Third Quarter Bacteriological Analyses for the BNL Potable

Water Wells and GAC/Air Stribver Treatment Systems.

A

REGISTEREDTO | biceeibity &t
1ISO 14001: 1996 Registrar Accreditation Board




Goode to Newcomer August 9, 2006

Attachment VIIIL: 2006 Third Quarter Principal Organic Compound Analyses for the
BNL Potable Water Distribution System and Potable Water Wells.

Attachment IX: 2006 Semi-Annual Inorganic and Nitrate/Nitrite Analyses for the
BNL Distribution System.

Collection and analysis of these samples is performed in accordance with the guidelines of the BNL
Quality Assurance program, the SCDHS Community Water Supply Monitoring Requirements, and
the BNL Potable Water System Sampling Plan. Plant Engineering Division personnel using standard
operating procedures collect routine monitoring samples; a contractor laboratory using standard
methods of analysis performs the subsequent analyses. The Quality Assurance documentation is
available from the Environmental and Waste Management Services Division and Plant Engineering
Divisions. Based on this information, we believe the values contained in these reports are
representative of the BNL potable water system.

Should there be any questions regarding this report or the analytical or operational data contained herein,
please call either J. Higbie at (631) 344-5919, R. Lee at (631) 344-3148, or W. Chaloupka at

(631) 344-7136.

Sincerely,

St gk

George A. Goode
Environmental & Waste Management Services

Division Manager

GAG/])B:car

Attachments: As noted

cc: L. Ambroszkiewicz, SCDHS w/attachments
W. Chaloupka w/attachments
J. Granzen w/attachments
G. Goode w/o attachments
J. Higbie w/attachments
R. Lee w/attachments
E. Murphy w/attachments
P. Ponturo, SCDHS w/o attachments
L. Ross w/o attachments
J. Tarpinian w/o attachments

File: EC61ER.06



ATTACHMENT I
Brookhaven National Laboratory
Potable Water Supply
Monthly Operational Data for July 2006

for the BNL Potable Water System



NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

434220

Water Systems Operation Report
Water Treatment Facility - Microbiological Sample Results

Public Water Systera Name  Rejorting Month/Year Date Report Subitted -~ T Soiirce Waler Type(9). |
Brookhaven National Laboratory 07/2006 7/31/2006 Osutace Horomda Oowuor
" Public Water System 1D, ,  Towm, Village or City 3 0 Purchuse with ubsequent chornation
5111891 Suffolk Upton, New York 11973 1 Prchase ot supsecuent cornasion
Chlorination Other Treatments / Readings
L R e ey e e wasatseny| Hypochlorite |  pH Lime Daily Totali
P oo | ot o [weight s usedper | HypochlorteinTank) | porg) [ usediday Softening Y
Well(s) No.: | gallons/day) day (Tbs.) (WTF-624) (WTF - 624) (WTF-624) D AW Water)
200 428,364
3 6+7 2,935 | NA NA 180 97 20 7.6 6.1 431,299
6+7 =
5 6+7 2,921 NA NA 160 .40 20 7.5 5.9 434,220
6 6+7 1,466 | NA | NA 145 .8 15 7.5 5.9 435,686
7 6+7 962 | NA | NA 130 4 15 7.5 6.0 436,648
8 -
9 -
10 6+7 3,014 | NA | NA .103 .65 27 7.5 6.0 439,662
11 6+7 1,200 | NA | NA 90+110 .9 13 7.7 6.0 440,862
12 6+7 1,016 | NA | NA 190 .65 10 T 6.0 441,878
13 6+7 1,097 NA NA 180 10 7.7 6.0 442,975
14 6+7 1,069 | NA | NA 169 .9 1 7.6 6.1 444,044
15 =
16 -
17 6+7 3,472 | NA | NA 140 .88 29 7.5 6.2 447,516
18 6+7 1,312 | NA | NA 125 .70 15 7.5 6.0 448,828
19 6+7 1,222 | NA | NA 110 .89 15 7.5 6.1 450,050
20 6+7 1,275 | NA | NA 100 .80 10 7.6 6.1 451,325
21 6+7 1,018 | NA | NA 85 1.07 15 7.6 6.1 452,343
22 =
23 s
24 6+7 3,360 NA NA 50+100 .87 35 7.5 5.9 455,703
25 6+7 1,139 | NA | NA 140 .73 10 7.7 6.1 456,842
26 6+7 1,252 | NA | NA 124 .87 16 77 6.1 458,094
27 6+7 1,287 | NA | NA 110 .88 14 7.7 6.1 ' 459,381
28 6+7 1,124 | NA | NA 95 1.1 15 7.7 6.1 460,505
29 =
30 - .
31 3,444 6.1 463,949
Total 35,585| DAY | 31
AVG. 1147.90|
Chlorine Mix Ratio = quartsfgallons of % chiorine added to gallons of water in crock

Reported by: Lowell Ross

Title:

Water Systems Supervisor

NYS DOH Operator Certification Number: NY0031941

siare \ZE L7y —
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Operator Grade Level 1A-SW/GUI




Microbiological Samples and Free Chlorine Residual

Sample Type Total Population Served:| 3,500 |
Bu(lglar:g |;o<:guon Date of Sample 1.Routine Coliform PEoIs(I:tci’" Free Chlorine Residual
ple ID) 2.Repeat Positive ve (mgh) P T .
Number of micr gical ing ples required: 18
B-49 ngj‘;fgwe' 71712006 1 Ove Evo [Ovesno 0.63
(094-273) Number of microbiol 1 itoring samples taken:
TOB“GI:%V;ISa-t::;B 21712006 1 Oves o [T ves@no 0.84 Did 2n M&R violation occur? O ves Ene
B-1005-RHIC 71712006 1 Ol ves e [T vesE ve 0.67 If “Yes,” check reason (s) below:
045-12 Actual number of samples is fewer than required.
B-363 Aprt. Laundry Did not collect/analyze repeat sample.
109-19 7/112006 1 Dves e [Cveslne 05 Did not collect/analyze for E. coli for positive total
5930 LINAG coliform from routine/repeat sample.
054187 71712006 1 U ves (1o | I vesld no 058
- ' Did an MCL violation occur? Oves No
.B tpati
a0 Oupatent | 7rmr2006 1 |OveBe |0 0.56
inic Uo4- If “Yes,” check reason(s) below (see also Part S, Table 6 for
B490 Block # 11 084 additional information).
67 71712006 1 Clves At |0 ves Ao 0.54 For systems collecting less than 40 samples per month: two or
more of the samples (routine and /or repeat) are positive for totat
v(;,aE:‘)Llé; 71712006 1 O ves Fno | vesE o XXXXX coliform (= total coliform MCL violation).
R | For systems collecting 40 or more samples per month: more than
WELL-6 07 093 7/7/2006 1 Oves [Aro[OvesBIno XXXXX 5% of the samples (routine and/or repeat) are positive for total
coliform (= total coliform MCL violation).
WELL-7 9921 27772006 1 |OveEr0vwEwn XXX
03 The original sample was E.coli positive and at least 1 repeat
sample was positive for total coliform ( = E.coli MCL violation).
e 71712006 1 |OveEw|OvwiEe XXX
WELL-11 77712006 1 O ves Eno[OvesIno XXXXX Reminder: System must collect a minimum of five (5) routine microbiological
056-19
monitoring samples during the month following a repeat sample collection.
V\églél:z-sz 717/2006 1 [ Yes [ o | [J Yes[ZI no XOOXX
WTF-TOWER-648 7/7/2006 1 Oves @wo|vesEno XXXXX
073-20 As required by 5-1.72, “Operation of a Public Water System,” a copy of
W,10 GAC 654 this form shall be sent to your local health department by the 10th
- 7172006 1 Cves Eve O vesEl e XXXXX calendar day of the next reporting period.
055-36
w. 1(;;’_\; 655 77712006 1 O ves @ v | vesE o XXXXX -
W‘gscég% 657 71712006 1 O ves o [T vesE no XXXXX
Field Duplicale 89301 71212008 1 Oves Dno|DvesEno 0.56 .
Sample Collector(s): GREG STAWSKI

Name of NYSDOH Certified Laboratory:

H2M Labs 575 Broad Hollow Road; Melville, N.Y. 11747

Did any MCL violation occur? If so, please describe:

No

Did an emergency or low pressure problem occur? Did source water bypass an existing treatment process in the system? If so, please explain.

No

DOH-360 (02/05) Page 2 of 2



NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

Water Systems Operation Report
Well No. 4 - Supply to Water Treatment Facility

Public Water System Naric T AT . Reporting Monh[Year ] v ", Date Report Subfritted " T Source Water Typels) -
Brookhaven National Laboratory 07/2006 7/31/2006 O swrface Gound (] GwuDI
e % tPublic Water Systcm 1D Tgum, Village, or City L Purchase with subsequent clerinaton
5111891 Suffolk Upton, New York 11973 C0 rurchase wiou sutsequent croinaion
Chlorination Other Treatments / Readings
Source(s)in | Treated water CylindG: cozshlorine Hypocl\l;;:‘u‘:id(gzllom Free chiodos Daily Totali
DATE Use volume (1,000 [y eiohy (Ibs.)| used per | Hypochlorite in Tank) '“rﬂ:'(:;,,";” Hypochlorite aily Totalizer
Well No.: 4 | gallons/day) day (Ibs.) (WTF-Raw) used/day
0 1,648,622
1 -
2 -
3 4 - NA | NA 0 NR NR 1,648,622
4 =
5 4 - NA | NA NR NR 1,648,622
6 4 - NA | NA NR NR 1,648,622
7 - NA | NA NR NR 1,648,622
8 N
9 N
10 4 < NA | NA 0 NR NR 1,648,622
11 4 - NA | NA 0 NR NR 1,648,622
12 4 . NA | NA 0 NR NR 1,648,622
13 a 2 NA | NA 0 NR NR 1,648,622
14 4 = NA | NA 0 NR NR 1,648,622
15 s
16 "
17 4 = NA | NA 0 NR NR 1,648,622
18 4 - NA | NA 0 NR " NR 1,648,622
19 4 = NA | NA 0 NR NR 1,648,622
20 4 - NA | NA 0 NR NR 1,648,622
21 4 - NA | NA 0 NR NR 1,648,622
22 -
23 -
24 4 = NA | NA 0 NR NR 1,648,622
25 4 = NA | NA 0 NR NR 1,648,622
26 4 & NA | NA 0 NR NR 1,648,622
27 4 = NA | NA 0 NR NR 1,648,622
28 4 - NA | NA 0 NR NR 1,648,622
29 .
30 =
31 4 - NA | NA 0 NR NR 1,648,622
Total R - | pays| 31 a7
AVG. - (e
Chlorine Mix Ratio = quarts/gallons of % chlorine added to gallons of water in crock

Reported by: Lowell Ross

Tiie: Water Systems Supervisor

Signature: d@q YL A’%

Date: 62\7- o é

DOH-360 (02/05) Page 1 of 2

NYS DOH Operator Certification Number:  NY0031941

Operator Grade Level 1A-SW/GUI



NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

Water Systems Operation Report
Well No. 6 - Supply to Water Treatment Facility

Public Water System Name* ", .- 7. "% |77 ¥ Repoiting’ Month/Yeat Date Report Subrmitted . Source Watet Type(s)™* ™
Brookhaven National Laboratory 07/2006 7/31/2006 Osutece Moowa  Downr
Public Water System 1D Cousty Town, Village, o City +~ .~~~ [[] Purchase with subsequent chioriaation
'5111391 suﬁolk Upton, New York 11973 " et wbssqut it
Chlorination Other Treatments / Readings
Source(s)in | Treated water CyIindG:s wzshlmine Hypochllj:‘:id(gaum el ) Daily Totali
DATE Use volume (1,000 | et (s )| used per | Hypochioritein Tank) | “ee cuem” | Hypochlorite Y OALRET
Well No.: 6 | gallons/day) day (Ibs.) (WTF-Raw) used/day
) 652,061
1 o
2 o
3 6 - NA NA 140 NR NR 652,061
4 =
5 45| NA | NA 140 NR NR 652,106
6 - NA NA 134 NR 6 652,106
7 227 NA NA 134 NR NR 652,333
8 o
9 .
10 6 391 NA NA +126 NR 652,724
11 6 211 NA NA 123 NR 3 652,935
12 6 146 NA NA 123 NR 653,081
13 6 267 NA NA 120 NR 653,348
14 6 319 NA NA 115+35 NR 653,667
15 -
16 =
17 6 721 NA NA 130 0.20 20 654,388
18 6 179 NA NA 123 0.21 654,567
19 6 108 NA NA 117 0.24 654,675
20 5 . NA | NA 117 0.16 654,675
21 6 199 NA NA 110 0.11 7 654,874
22 -
23 2
24 6 44 | NA NA 105 0.04 5 654,918
25 6 2 NA NA 29 0.03 654,920
26 6 1 NA NA 99+51 0.02 654,921
27 6 1 NA NA 150 0.01 654,922
28 6 4 NA NA 140 0.02 10 654,926
29 -
30 =
31 6 3 NA NA 126 0.09 14 654,929
Total | 2,868 | Days | 31 | 100
AVG. 92.52| 0.1025 | 3.2258065
Chlorine Mix Ratio = quants/gallons of % chlorine added to gallons of water in crock

Reported by: Lowell Ross

Tile: Water Systems Supervisor

spare. T J 20—

Date: f”?“’é

DOH-360 (02/05) Page 1 0of 2

NYS DOH Operator Centification Number:  NY 0031941

Operator Grade Level 1A-SW/GUI




NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

Water Systems Operation Report
Well No. 7 - Supply to Water Treatment Facility

 Rublic Water System Name — " Reporting MontYear' - Date Report Submiitted 22/ - . Source Water Type(s) |
Brookhaven National Laboratory 07/2006 7/31/2006 [ surface Ground [ Gwuot
Systen .Coun Town, Village, or City [ Purchase with subsequent chiorination
5111891 Suffolk Upton, New York 11973 e i
Chlorination Other Treatments / Readings
Source(s) in | Treated water CylindG:s cozshlon'ne Hypod:oi:i:.d(yllnm i ) Daily Totali
DATE Use volume (1,000 |y ciehe (1bs.)| used per | Hypochlorite in Tank) '“;'ci‘: (:;/’l‘)‘" Hypochlorite L
Well No.: 7 | egallons/day) day (Ibs.) (WTF-Raw) used/day
150 2,041,896
1 -
2 -
3 7 3,269 | NA NA 108 0.03 42 2,045,165
4 S
5 2,850 NA NA 73 0.03 35 2,048,015
6 1,494 | NA NA 58 0.03 15 2,049,509
7 1,178 | NA | NA [42+108=150| 0.03 16 2,050,687
8 =
9 s
10 7 3,544 NA NA - 113 0.07 37 2,054,231
11 7 1,314 | NA | NA 98 0.04 15 2,055,545
12 7 1,328 | NA | NA 81 0.18 17. 2,056,873
13 7 1,180 | NA [ NA 66 0.11 15 2,058,053
14 7 1,154 | NA NA 51+149 0.13 15 2,059,207
15 -
16 -
17 7 3,793 | NA NA 110 0.20 40 2,063,000
18 7 1,474 | NA NA 90 0.21 © 20 2,064,474
19 7 705 | NA NA 70 0.24 20 2,065,179
20 74 - NA NA 54 0.16 16 2,065,179
21 7 3,421 | NA | NA 35+115 0.11 19 2,068,600
22 -
23 =
24 7 3,583 | NA | NA 105 0.04 45 2,072,183
25 7 1,452 | NA | NA 90 0.03 15 2,073,335
26 7 1,373 | NA | NA 69+81 0.02 21 2,074,708
27 7 1,422 | NA | NA 132 0.01 18 2,076,130
28 7 1,297 | NA | NA 114+36 0.02 18 2,077,427
29 5
30 =
31 7 3,615| NA | NA 102 0.09 48 2,081,042
Total 39,146 | Days | 31 487
AVG. 1262.77| 0.0886 | 15.709677

Chlorine Mix Ratio =

Reported by: Lowell Ross

quarts/gallons of

Tiie: Water Systems Supervisor

% chlorine added to

gallons of water in crock

Date: ?’—7“06

DOH-360 (02/05) Page 1 of 2

NYS DOH Operator Certification Number:  NY0031941

Operator Grade Level 1A-SW/GUI




NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report
Well No. 10 - Direct Supply to Distribution System

Bureau of Water Supply Protection

"+, - PublieWater System Name™'7 -~ 7 Repoiting ‘Month/Year “" Date Réport Submitted "o Source Water Type(s) -+
Brookhaven National Laboratory 07/2006 7/31/2006 O swtace  [Terouna O cwuot
‘Public Watet System D, 7 Towm, Village, or City ™+ ™ L purchase wih subsequent crornstion
5111891 Upton, New Yok 11873 ] urctase wiot subscvert chorton
Chlorination Other Treatments / Readings
Source(s) in | Treated water Cy“nS:cog‘]oﬁm HypocmL::‘:id(g,"ons Free chlorine ) pH Daily Totalizer
DATE Use volume (1,000 |y eight (1bs.)| used per | Hypochlorite in Tank) | residualatenury | Hypochlorite Soditm
Well No.: 10 |  gallons/day) day (Ibs.) point (mg/) used/day Hvdronide
0 772,213
1 -
2 =
3 10 - NA NA 0 NR NR NR 772,213
4 -
5 10 - NA NA 0 NR NR NR 772,213
6 10 - NA | NA 0 NR NR NR 772,213
7 10 222 NA | NA 0 NR NR NR 772,435
8 -
9 -
10 10 - NA NA 0 NR NR NR 772,435
11 10 - NA NA 0 NR NR NR 772,435
12 10 - NA NA 0 NR NR NR 772,435
13 10 - NA NA 0 NR NR NR 772,435
14 10 - NA NA 0 NR NR NR 772,435
15
16 -
17 10 22 NA | NA 0 NR NR NR 772,457
18 10 - NA | NA 0 NR "NR NR 772,457
19 10 - NA NA 0 NR NR NR 772,457
20 10 . NA | NA 0 NR NR NR 772,457
21 10 - NA NA 0 NR " NR NR 772,457
22
23 .
24 10 - NA | NA 0 NR NR NR 772,457
25 10 NA | NA 0 NR NR NR 772,457
26 10 NA | NA 0 NR NR NR 772,457
27 10 NA NA 0 NR NR NR 772,457
28 10 NA | NA 0 NR NR NR 772,457
29
30
31 NA NA 0 NR NR NR 772,457
Total j 244 | Days | 31 :
AVG. Sl 7.9 e
Chlorine Mix Ratio = quarts/gallons of % chlorine added to gallons of water in crock
Reported by: Lowell Ross Tiie: Water Systems Supervisor NYS DOH Operator Certification Number:  NY 0031941

Si‘gnaturéw / W Date: g \'7 - /& Operator Grade Level 1A-SW/GUI

DOH-360 (02/05) Page 1 of 2




NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

Well No. 11 - Direct Supply to Distribution System

Water Systems Operation Report

© " Public Watér Systém Name. .1 . - Reporting, Month/Year " Date Réport Subritied = ©" T T Seurce Water Typd(®) 7
Brookhaven National Laboratory 07/2006 7/31/2006 O suface Horoma O ewunt
Public Water Sysiem 1D f b Gouaty S T * - Tovai Village, or City 212 = |0 purchase with subsequent chiodnation
5111891 Suffolk U}:ton. New York 11973 . rchase vt subsecoent crtnain
Chlorination Other Treatments / Readings
Source(s)in | Treated water c;ylinrf:—s cméshlorim HypocmL;:l:ck:ganom Free chiorine . pH Daily Totali
DATE Use volume (1,000 |eigh (1bs.)] used per | Hypochlorite in Tank) | residual atentry | - Hypochlorite Sodium ¥ fotalizer
Well No.: 11 |  gallons/day) day (Ibs.) point (mg/1) used/day Hydroxide
39 722,932
1
2
3 11 - NA NA 39 NR NR NR 722,932
4 :
5 11 - NA NA 39 NR NR NR 722,932
6 11 - NA NA 39 NR NR NR 722,932
7 11 92 NA NA 39 NR NR NR 723,024
8 =
9 -
10 11 - NA NA 39 NR NR NR 723,024
11 11 - NA NA 39 NR NR NR 723,024
12 11 - NA NA 39 NR NR NR 723,024
13 11 NA NA 39 NR NR NR 723,024
14 - NA NA 39 NR NR NR 723,024
15 “
16 =
17 11 - NA NA 39 NR NR NR 723,024
18 11 - NA NA 39 NR "NR NR 723,024
19 11 - NA NA 39 NR NR NR 723,024
20 11 - NA | NA 39 NR NR NR 723,024
21 11 - NA NA 39 NR NR NR 723,024
22 =
23 &
24 11 - NA NA 39 NR NR NR 723,024
25 11 - NA NA 39 NR NR NR 723,024
26 11 - NA NA 39 NR NR NR 723,024
27 11 - NA NA 39 NR NR NR 723,024
28 11 33 NA NA 39 NR NR NR 723,057
29 -
30
31 11 NA NA 0 NR NR NR 723,057
Total 125| Days | 31
AVG. 4.03
Chlorine Mix Ratio = quarts/gallons of % chlorine added to gallons of water in crock

Reported by: Lowell Ross

Signature: :L% pz.4 /414/

DOH-360 (02/05) Page 1 of 2

Tite: Water Systems Supervisor

‘”Da!e: 5”‘7*‘9&

NYS DOH Operator Certification Number:  NY0031941

Operator Grade Level 1A-SW/GUI



NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

Water Systems Operation Report
Well No. 12 - Direct Supply to Distribution System

Public Water System Name' - * Reporting Month/Y'ear ST Date Repoit Submitted L T " Sourcé Water Type(s)” =7
Brookhaven National Laboratory 07/2006 7/31/2006 [ surface Gound O Gwunt
Publi¢ Water System ID ° County. 7 72205 B *: Town, Village, of City:%" 77, ":8°%” | (] purchase with subsequent chiorination
5111891 Suffolk ‘Upton, New York 11973 (2 Archise wiou sutmecpent cioraten
Chlorination Other Treatments / Readings
Source(s)in | Treated water CylindG:s coglorinc Hypod:::i‘l’:d(gallons Free chlorine ' ) pH Daily Totali
DATE Use volume (1,000 [y eighe (Ibs,)| used per | Hypochlorite in Tank) | residuat atenry | - Hypochlorite Sodium o
Well No.: 12 | gallons/day) day (Ibs.) point (mg/) used/day Hydrgaden:
127 807,384
1 -
2 =
3 12 - NA NA 127 NR NR NR 807,384
4 -
5 12 1,868 NA NA 93 NR 34 NR 809,252
6 12 1,208 | NA NA 78 0.60 15 6.5 810,460
7 12 230 | NA NA 75 NR 3 NR 810,690
8 =
9 -
10 12 - NA NA .75 NR NR NR 810,690
11 12 - NA NA 75 NR NR NR 810,690
12 12 - NA NA 75 NR NR NR 810,690
13 12 107 | NA NA 72 NR 3 NR 810,797
14 12 - NA NA 72 NR NR 810,797
15 -
16 -
17 12 - NA NA 72 NR NR NR 810,797
18 12 - NA NA 72 NR NR NR 810,797
19 12 143 | NA NA 72 NR NR NR 810,940
20 12 - NA NA 72 NR NR NR 810,940
21 12 79 NA NA 69 NR 4 NR 811,019
22 -
23 -
24 12 - NA NA 69 NR NR NR 811,019
25 12 . NA | NA 69 NR NR NR 811,019
26 12 - NA NA 69 NR NR NR 811,019
27 12 - NA NA 69 NR NR NR 811,019
28 12 46 | NA | NA 69 NR NR NR 811,065
29 -
30 =
31 12 - NA NA 69 NR NR NR 811,065
Total : 3,681 | Days| 31 59
AVG. 118.742 o 0.6 1.9032258
Chlorine Mix Ratio = quarts/gallons of % chiorine added to gallons of water in crock
Reported by: Lowell Ross Tiie: Water Systems Supervisor NYS DOH Operator Certification Number:  NY0031941
sigmu.vOf Y g — e S -7 Operator Grade Level 1A-SWIGUI

DOH-360 (02/05) Page 1 of 2




Date Well 4

SOO®NOGI A WN -

11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27
28
29
30
31
Total

=R =feloleNol~NeoloNolocNoloNeNeNeNe NoNoNoNoNoNoNoNoNoRol ol ool o N o)

AGS Water Supply Meter

Well 6

0
0
0
0
45
0
227
0

0
391
211
146
267
319
0

0
721
179
108
0
199
0

0

4

4
2
1
1
4
0
0
3
2,868

Well 4
Well 6
Well 7
Well 10
Well 11

Well 12

Medical Reactor - Well 105

Biology Building - Well 9

Well 7
0
0
3,269
0
2,850
1,494
1,178
0
0
3,544
1,314
1,328
1,180
1,154
0
0
3,793
1,474
705
0
3,421
0
0
3,583
1,152
1,373
1,422
1,297
0
0
3,615
39,146
Totalizer
This Month
1,648,622

654,929
2,081,042
772,457
723,057

811,065

il

Well10

Well11
0 0
0 0
0 0
0 0
0 0
0 0
222 92
0 0
0 0
0 0
0 0
0 0
0
0 0
0 0
0 0
22 0
0 0]
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 33
0 0
0 0
0 0
244 125
Totalizer
Last Month
1,648,622
652,061
2,041,896
772,213
722,932
807,384
1

Well12 Daily Total
0 0
0 0
0 3,269
0
1,868 4,763
1,208 2,702
230 1,949
0 0
0 0
0 3,935
0 1,525
0 1,474
7 1,554
0 1,473
0 0
0 0
0 4,536
0 1,653
3 956
0 0
9
0
0
0
0
0
0
6
0
0
0
1

o

3,699
0.
0
3,627
1,154
1,374
1,423
1,380
0
0
3,618
46,064
Total(x1,000)
Gallons

3,68

0

2,868
39,146
244

125
3,681
5545.00
0.00

0.01



ATTACHMENT II
Brookhaven National Laboratory
Potable Water Supply
July 2006 Biweekly Water Quality Monitoring Data

for the BNL Distribution System

and Potable Water Wells



Attachment I

Table 1 - Summary of Water Quality Analyses
for the BNL Potable Water System

July 2006
Sample Location Sample pH Temperature Conductivity | Alkalinity Calcium
Date (SU) (Degrees F) (pmbhos) (mg/L) (mg/L)
WTP 07/06/06 7.5 58 219 ANR ANR
WTP 07/11/06 7.7 58 158 ANR ANR
WTP 07/13/06 7.7 58 148 ANR ANR
WTP 07/18/06 7.5 56 154 ANR ANR
WTP 07/20/06 7.6 57 142 ANR ANR
WTP 07/25/06 77 58 160 ANR ANR
WTP 07/27/06 7.7 58 158 ANR ANR
Well 12 07/06/06 6.5 55 147 ANR ANR

ANR- Analysis Not Required

NR- Not Reported

Note: Field parameters are only conducted for facilities that are in op

.

eration on the day of measurement.




ATTACHMENT III
Brookhaven National Laboratory
Potable Water Supply
July 2006 Stage 1 Disinfectants & Disinfection Byproduct Rule

Monitoring Data and Bacteriological Analyses for the BNL Distribution System



Attachment III

July 2006 Stage 1 Disinfectants & Disinfection Byproduct Rule Monitoring Data
Table II - Maximum Residual Disinfectant Level (MRDL) Compliance

Total Residual Chlorine (mg/L.)
Location Aug. 05 | Sept. 05 [ Oct. 05 | Nov. 05 | Dec. 05 | Jan. 06 | Feb. 06 | Mar. 06 | Apr. 06 | May 06 | June 06 | July 06

Bldg. 49 Water Tower 0.9 0.5 0.7 0.9 0.9 1.0 0.8 1.2 0.7 0.6 0.8 0.6
Bldg. 640 Water Tower 0.8 0.7 1.2 0.4 0.4 0.9 0.7 0.9 0.4 0.5 0.8 0.8
Bldg. 363 Apt. Laundry 0.5 0.3 0.6 1.0 0.3 0.5 0.5 0.3 05 0.4 0.7 0.5
Bldg. 1005 RHIC 0.8 0.7 0.5 0.6 0.7 0.8 0.7 0.6 0.3 0.6 0.3 0.7
Bldg. 930 LINAC NS 0.8 NS 0.8 NS 0.9 NS 0.8 NS 0.7 NS 0.6
Bldg. 725 NSLS 0.8 NS 0.8 NS 0.4 NS 0.8 NS 1.0 NS 0.7 NS
Bldg. 490 Outpatient Clinic NS 0.6 NS 0.5 NS 0.7 NS 0.9 NS 0.5 NS 0.6
Bldg. 490 Block 11 NS 0.3 NS 0.9 NS 0.5 NS 0.8 NS 0.4 NS 0.5
Bldg. 490 Block 1 ACF 0.7 NS 0.5 NS 0.8 NS 0.6 NS 1.1 NS 0.5 NS
Bldg. 490 Block 4 MRC 0.7 NS 1.0 NS 0.4 NS 0.5 NS 0.9 NS 0.4 NS
Monthly Average 0.7 0.6 0.8 0.7 0.6 0.8 0.7 0.8 0.7 0.5 0.6 0.6
NA - Not Applicable

NS- Not Scheduled for sampling

Running Annual Average (mg/L) 0.7  (Total Residual Chlorine)
MRDL (mg/L) 4.0




H2M LABS, INC.

575 Broad Hdlow Road, Meivile NY 11747

(631)634-3040 . FAX: (531)420-8436 NYSDOOH ID#10478

Brookhaven National Lab.-BNLM
70 Bell Ave.
Upton, NY 11973

_LABORATORY RESULTS
LabNo. : 0607411-001A

Sample Information...
Type : Potable Water

Origin : Distribution

Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-001
Collected - 7/7/08 9;55:00 AM Point No : 094-273
Received  :7/7/06 3:30:00 PM Location : B-49 Water Tower
Collected By : CLIENT
Copy : Bob Lee
cc
Parameter(s) Resuits Qualifier D.F, Uni Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Total Residual Chiorine 0.6 1 mg/L M4500-CI G 07/07/2006

Result(s) reported meet(s) Regulatory Limit(s).
Exceed Regulatory Limit(s). Limit noted.

Result(s) lagged with 5
D.F. = Dilution Facfor

Date Reported : 7131106

Page 1 of 17
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575 Broad Hdlow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM

LABORATORY RESULTS

LabNo. : 0607411-002A

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origln : Distribution
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-002
Collected : 7/7/06 6:50:00 AM Point No : 076-408
Received : 7/7/06 3:30:00 PM Location : B-640 Water Tower
Collected By : CLIENT
Copy : BoblLee
cC
Parameter(s) Results  Qualifier D.F, Units . Limit Method Number Analyzed
Total Coliform Negative 1 Negative 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent 07/08/2006 12:00 PM
Total Residual Chlorine 0.8 1 mg/L M4500-Cl G 07/07/2006

Result(s) reported meet(s) Regulatory Limit(s).
Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.

D.F. = Dilution Factor
Date Reporied :

7131/06

Page 2 of 17

Laboratory Manager



Hom LABS, INC.

575 Broad Halow Road, Melvile NY 11747
(631)694-3040 . FAX: (631) 420-8436 NYSDOH ID# 10478

LABORATORY RESULTS ‘
Brookhaven National Lab.-BNLM s le Information
LabNo. : 0607411-003A amp
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Distribution
Attn To : Bob Lee | Routine
Federal ID 5111891 Client ID. : 21872-003
Collected  : 7/7/06 9:10:00 AM Point No : 109-19 |
Received . 7/7/06 3:30:00 PM Location : B-363 Apt.Laundry
Collected By : CLIENT
Copy : BoblLee
CcC [
Parameter(s) Results Qualifier D.F, Units Limit Method Number nafyzed
Total Coliform Negative 1 Negative M9223 | 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Total Residual Chlorine 0.5 1 mgl M4500-CIG  07/07/2006

Resuit(s) reported meet(s) Regulatory Limit(s).
Resull(s) flagged with 4  Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/31/06

Page 30of 17 Laboratory Manager



H2M LABS, INC.

575 Broad Hdlow Road, Mevile NY 11747

(631)634-3040 . FAX: (631) 420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM
70 Bell Ave.

Upton, NY 11973

Attn To : Bob Lee

LABORATORY RESULTS

LabNo. : 0607411-004A

Sample Information...
Type : Potable Water
Origin : Distribution

Routine
Federal ID 5111891 Client ID. : 21972-004
Collected : TI7/06 6:30:00 AM Point No : 045-12
Received : 7/7/08 3:30:00 PM Location : B-1005 RHIC
Collected By : CLIENT
Copy : Bob Lee
cc
Parameter(s) Resuits Qualifief D.F, Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Total Residuat Chlorine 0.7 1 mg/L M4500-Cl G 07/07/2006

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/31/08

% Exceed Regulatory Limit(s). Limit noted.

Page 4 of 17

Laboratory Manager



H2M LADS, INC.

575 Broad Holow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478
LABORATORY RESULTS

Brookhaven National Lab.-BNLM LabNo. : 0607411-005A

Sample [nformation...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Distribution
Attn To : Bob Lee Routine

Federal ID 5111891 Client ID. : 21972-005

Collected  : 7/7/06 6:40:00 AM Point No : 054-187

Received : 717108 3:30:00 PM Location: B-930 LINAC

Collected By : CLIENT
Copy : BoblLee

cc
Parameter(s) Results Qualifier D.F, Units Limit Method Number Analyzed
Total Coliform _ Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Total Residual Chlorine 0.6 1 ma/L M4500-Cl G 07/07/2006

Resull(s) reported meet(s) Regulatory Limit(s).
Resuit(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/31106

Page 5 of 17 Laboratory Manager



H2M LADS., INC.

575Broad Hollow Roed, Mevile NY 11747

(631)634-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM

70 Bell Ave.
Upton, NY 11973

LABORATORY RESULTS

Lab No.

1 0607411-006A

Sample Information...

Type : Potable Water
Origin ; Distribution

Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-006
Collected : 7/7/2006 10:45:00 AM Point No : 084-70
Received : 7/7/2006 3:30:00 PM Location : B-490 Outpatient Clinic
Collected By : CLIENT
Copy : Original
CC ; BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Total Residual Chlorine 0.6 1 mg/L M4500-Cl G‘ 07/07/2006

Resuli(s) flagged with
D.F. = Dilution Factor

Date Reported :

Result(s) reported meet(s) Regulatory Limit(s).

% Exceed Regulatory Limit(s). Limit noted

7/31/2006

Page 6 of 33
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Labor?tory Manager
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H2M LADS, INC.

575Broad Holow Road, Mehvile NY 11747
(631)64-3040.. FAX: (631)420-8436 NYSDOH ID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0607411-007A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Distribution
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-007
Collected : 7/7/2006 11:00:00 AM Point No : 084-67
Received : 71712006 3:30:00 PM Location : B-490 Block 11
Collected By : CLIENT
Copy : Original
CC : Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Total Residual Chlorine 0.5 1 mg/L M4500-Cl G 07/07/2006

Resull(s) reported meet(s) Regulatory Limit(s). .
Result(s) flagged with . Exceed Regulatory Limit(s). Limit noted.

D.F. = Dilution Factor
Date Reported : 7/31/2006
Page 7 of 33
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Laboratory Manager
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ATTACHMENT IV
Brookhaven National Laboratory
Potable Water Supply

2006 Annual Asbestos Analysis for the BNL Potable Water Distribution System



H2M LADBS. INC.

575Broad Hallow Road, Melvile NY 11747
(631) 6943040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM

70 Bell Ave.
Upton, NY 11973
Attn To : Bob Lee
Federal ID 5111891
Collected : 6/15/2006 7:35:00 AM Point No : 109-19
Received : 6/15/2006 1:20:00 PM Location : B-363 Apt.Laundry

Collected By : Client
Copy : Bob Lee

Lab No. : 0606652-003B

Sample Information...

Type : Potable Water
Origin : Distribution
Routine

Client ID. : 21970-003

CcC
Parameter(s) Results Qualifier D.F.
Asbestos (See Attached) <0.41

Method Number Analyzed
E100.2 06/19/2006

Result(s) reported meel(s) Regulatory Limit(s).
Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 715/2006

Page 4 of 24
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Laboratory Manager
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EMSL Analytical, Inc.
208 Stone Hinge Lane, Carle Place, NY 11514

Attn: H2M Labs

Phone (516) 997-7251 Fax: (516) 997-7528 Emall aﬂeplacelab@emslcom

Customer ID: HMMP77
575 Broad Hollow Road Customer PO:
Melville, NY 11747 Received: 06/16/06 4:18 PM
EMSL Order: 060603977
Fax‘: -(631) 694-4122 Phone: (631) 756-8000 EMSL Proj:
Project:  BNLM Analysis Date:  6/19/2006
Report Date: 6/23/2006

Determination of Asbestos Structures in Water Performed by the 100.2 Method
(EPA/600/R-94/134)

Concentration

# Fibers Analytical Of A_sbestos
Sample Prep # Fibers Non- Type(s) Of Sensitivity  sgnfidence [(:Hll?Felj
Sample ID Date Asbestos Asbestos Asbestos (MFL Limits Comments
0606652-0038 6/16/06 0 0 041 ~  0.00-1.50 <0.41
0606039770001 .

Analytical sensitivity could not be met due to particulate loading.

Analyst(s) \h/\:k L,Q\,\QQ;\ m&m a—~—_

Keith McWillams (1) Michelle McGowan
or other approved signatory

Sample collection and containers provided by the client, acceplable bottle blank level is defined as <=0.01MFL>10um. ND=None Detected. This report may not be reproduced, except in
full, without written permission by EMSL Analytical, Inc. The test results contained within this report mest the requirements of NELAC unless otherwise noted. This report relates only to
those items tested. Samples received in good condition unless otherwiss noled.

ACCREDITATIONS: NYS ELAP Lab ID: 11469, NVLAP 101048-10, LELAP #04144

100.2-v221 THIS IS THE LAST PAGE OF THE REPORT.

BNLM176 A 31



ATTACHMENT V
Brookhaven National Laboratory
Potable Water Supply
2006 Annual Synthetic Organic Chemical and Pesticides Analyses

for the BNL Potable Water Wells



H2M LADS, INC.

575Broed Hdlow Road, Melvile NY 11747
(631)694-3040. FAX (631)420-8436 NYSDOHID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM

LabNo. : 0606653-001A

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine

Federal ID 5111891 Client ID. : 21970-014

Collected : 6/15/2006 Point No : 23

Received : 6/15/2006 3:20:00 PM Location : Weli 6/7 Composite

Collected By : Client
Copy : Bob Lee

GG
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,2-Dibromoethane <0.02 1 pg/L 0.05 ES04.1 06/20/2006 1:55 PM
1,2-Dibromo-3-chloropropane <0.02 1 ug/l 0.2 E504.1 06/20/2006 1:55 PM
Dalapon <0.70 1 Mg/l 200 E515.1 06/23/2006 4:23 PM
Dicamba <0.08 1 pg/L 50 E515.1 06/23/2006 4:23 PM
24-D <0.25 1 pg/L 50 E515.1 06/23/2006 4:23 PM
Pentachlorophenol <0.20 1 pg/L 1 E515.1 06/23/2006 4:23 PM
2,4,5-TP (Silvex) <0.13 1 pg/L 10 E515.1 06/23/2006 4:23 PM
Dinoseb <0.20 1 pa/L 7 E515.1 06/23/2006 4:23 PM
Picloram <0.60 1 pg/L 500 E515.1 06/23/2006 4:23 PM
Aldicarb sulfoxide <1.0 1 pg/L 4 E531.1 06/23/2006 1:01 AM
Aldicarb sulfone <1.0 1 pg/L 2 E531.1 06/23/2006 1:01 AM
Oxamy! <1.0 1 Mg/L 200 E531.1 06/23/2006 1:01 AM
Methomyl <1.0 1 pg/L 50 E531.1 06/23/2006 1:01 AM
3-Hydroxycarbofuran <1.0 1 pg/L 50 E531.1 06/23/2006 1:01 AM
Aldicarb <1.0 1 pg/L 3 E531.1 06/23/2006 1:01 AM
Carbofuran <1.0 1 pg/L 40 E531:1 06/23/2006 1:01 AM
Carbaryl <1.0 1 ug/L 50 ES314 06/23/2006 1:01 AM
Glyphosate <10 1 pg/L 700 E547 06/20/2006 8:42 PM
Diquat <1.0 1 pg/L 20 E549.1 06/23/2006‘4:50 PM
. Endothall <50 1 ug/L 100 E548.1 06/22/2006 11:32 AM

Result(s) reported meet(s) Regulatory Limit(s).
Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/17/2006

Page 1 of 2
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Laboratory Manager

BNLM177 A 22



H2M LADS, INC.

575Broad Hollow Road, Mehvlle NY 11747
(631)894-3040 . FAX: (631)420-8436 NYSDOHID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM LabNo. : 0606652-0108 Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-010
Collected : 6/15/2006 7:10:00 AM Point No : 093-07
Received : 6/15/2006 1:20:00 PM Location : Well #6 Raw
Collected By : Client
Copy : BoblLee
cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Hexachlorocyclopentadiene <0.64 1 ug/L 50 E525.2 06/22/2006 1:07 AM
Propachlor <1.0 1 ug/L 50 E525.2 06/22/2006 1:07 AM
Hexachlorobenzene <0.25 1 ug/L E525.2 06/22/2006 1:07 AM
Simazine <0.50 1 pg/L E525.2 06/22/2006 1:07 AM
Atrazine < 0.50 1 ug/L E525.2 06/22/2006 1:07 AM
Metribuzin <0.50 1 pg/L 50 E525.2 06/22/2006 1:07 AM
Alachlor <1.0 1 ug/L 2 E525.2 06/22/2006 1:07 AM
Metolachlor <1.0 1 g/l 50 E525.2 06/22/2006 1:07 AM
Butachlor <1.0 1 Ha/l 50 E525.2 06/22/2006 1:07 AM
bis(2-Ethylhexyl)adipate <1.0 1 ug/L 400 E525.2 06/22/2006 1:07 AM
Bis(2-ethylhexyl)phthalate <3.0 1 pg/L 6 E525.2 06/22/2006 1:07 AM
Benzo(a)pyrene <0.10 1 g/l 0.2 E525.2 06/22/2006 1:07 AM

Resull(s) reported meet(s) Regulatory Limit(s).
Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported :

7/512006

Page 16 of 24 Laboratory Manager
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H2M LADBS. INC.

575 Broad Hollow Road, Mevie NY 11747
(631)604-3040 . FAX: (631)420-8436 NYSDOH ID#10478
LABORATORY RESULTS

Brookhaven National Lab.-BNLM i
70 Bl A Lab No. : 0606652-010C Sample Information...
ell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-010
Collected : 6/15/2006 7:16:00 AM Point No : 093-07
Received : 6/15/2006 1:20:00 PM Location : Well #6 Raw

Collected By : Client
Copy : Bob Lee

cC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Lindane <0.025 1 ug/L 0.2 E505 06/20/2006 2:53 AM
Heptachlor <0.025 1 pg/L 0.4 E505 06/20/2006 2:53 AM
Aldrin <0.025 1 pg/L 5 ES505 06/20/2006 2:53 AM
Chlordane <0.50 1 pg/L 2 ES505 06/20/2006 2:53 AM
Heptachlor epoxide <0.025 1 ug/l 0.2 ES05 06/20/2006 2:53 AM
Dieldrin < 0.050 1 ug/L 2 E505 06/20/2006 2:53 AM
Endrin < 0.050 1 pg/l 2 E505 06/20/2006 2:53 AM
Methoxychlor <0.25 1 ug/L 40 E505 06/20/2006 2:53 AM
Toxaphene <25 1 ug/l 3 E505 06/20/2006 2:53 AM
Total PCBs <0.50 1 g/l 0.5 E505 06/20/2006 2:53 AM

Result(s) reported meet(s) Regulatory Limit(s). 7( ?
Result(s) flagged with 4 Exceed Regulatory.Limit(s). Limit noted. B
D.F. = Dilution Factor e W
Date Reported : 7/512006
Page 17 of 24 Laboratory Manager
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H2M LADS. INC.

575 Broad Haollow Roed, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM i
A Lab No. : 0606652-011B Sample Information...
ell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 . Client ID. : 21970-011
Collected : 6/15/2006 7:00:00 AM Point No : 092-03
Received : 6/15/2006 1:20:00 PM - Location : Well #7 Raw

Collected By : Client
Copy : Bob Lee

CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Hexachlorocyclopentadiene <0.64 1 ug/lL 50 E525.2 06/22/2006 1:39 AM
Propachlor <1.0 1 pg/L 50 E525.2 06/22/2006 1:39 AM
Hexachlorobenzene <0.25 1 pg/L 1 E525.2 06/22/2006 1:39 AM
Simazine <0.50 1 pg/L 4 E525.2 06/22/2006 1:39 AM
Atrazine <0.50 1 pg/L 3 E525.2 06/22/2006 1:39 AM
Metribuzin <0.50 1 ua/l 50 E525.2 06/22/2006 1:39 AM
Alachlor <1.0 1 ug/L 2 E525.2 06/22/2006 1:39 AM
Metolachior <1.0 1 ug/L 50 E525.2 06/22/2006 1:39 AM
Butachlor <1.0 1 pg/L 50 E525.2 06/22/2006 1:39 AM
bis(2-Ethylhexyl)adipate <1.0 1 pg/L 400 ES525.2 06/22/2006 1:39 AM
Bis(2-ethylhexyl)phthalate <3.0 1 pg/L 6 E£525.2 06/22/2006 1:39 AM
Benzo(a)pyrene <0.10 1 pg/L 0.2 E525.2 06/22/2006 1:39 AM

Result(s) reported meel(s) Regulatory Limit(s). .
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. 2 Z{ 3
D.F. = Dilution Factor
Date Reported : 71512006
Page 19 of 24 Laboratory Manager
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H2M LADBS. INC.

575Broad Hdlow Roed, Metvle NY 11747
(631)634-3040 . FAX (631) 420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0606652-011C Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-011
Collected : 6/15/2006 7:07:00 AM Point No : 092-03
Received : 6/15/2006 1:20:00 PM Location : Well #7 Raw
Collected By : Client
Copy : Bob Lee
CccC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Lindane <0.025 1 pg/L 0.2 E505 06/20/2006 3:33 AM
Heptachlor <0.025 1 ug/L 04 E505 06/20/2006 3:33 AM
Aldrin <0.025 1 pg/L 5 ES05 06/20/2006 3:33 AM
Chlordane <0.50 1 ug/L 2 E505 06/20/2006 3:33 AM
Heptachlor epoxide <0.025 1 ug/L 0.2 E505 06/20/2006 3:33 AM
Dieldrin < 0.050 1 pg/L 2 E505 06/20/2006 3:33 AM
Endrin <0.050 1 pg/L 2 E505 06/20/2006 3:33 AM
Methoxychlor <0.25 1 pg/L 40 E505 06/20/2006 3:33 AM
Toxaphene <25 1 pg/L 3 E505 06/20/2006 3:33 AM
Total PCBs <0.50 1 pg/L 0.5 E505 06/20/2006 3:33 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with o Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/2006

Page 20 of 24
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H2M LADBS., INC.

575Brcad Hdllow Road, Mevie NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOHID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0606653-002A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-015
Collected : 6/15/2006 Point No : 24
Received : 6/15/2006 3:20:00 PM Location : Well 10/11/12 Composite
Collected By : Client
Copy : Bob Lee
cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1.2-Dibromoethane <0.02 1 pg/L 0.05 E504.1 06/20/2006 2:27 PM
1,2-Dibromo-3-chloropropane <0.02 1 pg/L 0.2 E504.1 06/20/2006 2:27 PM
Dalapon <0.70 1 pg/L 200 E515.1 06/23/2006 4:54 PM
Dicamba <0.08 1 pg/L 50 E515.1 06/23/2006 4:54 PM
2,4-D <0.25 1 pg/L 50 E515.1 06/23/2006 4:54 PM
Pentachlorophenol <0.20 1 pg/L 1 E515.1 06/23/2006 4:54 PM
2.4,5-TP (Silvex) <0.13 1 ug/L 10 E515.1 06/23/2006 4:54 PM
Dinoseb <0.20 . 1 pg/L 7 E515.1 06/23/2006 4:54 PM
Picloram <0.60 1 pg/L 500 ES515.1 06/23/2006 4:54 PM
Aldicarb sulfoxide <1.0 1 pg/L 4 E531.1 06/23/2006 2:04 AM
Aldicarb sulfone <1.0 1 pg/L 2 E531.1 06/23/2006 2:04 AM
Oxamyl <1.0 1 pg/L 200 E531.1 06/23/2006 2:04 AM
Methomy! <1.0 1 pg/L 50 E531.1 06/23/2006 2:04 AM
3-Hydroxycarbofuran <1.0 1 pg/L 50 E531.1 06/23/2006 2:04 AM
Aldicarb <1.0 1 pg/L 3 E531.1 06/23/2006 2:04 AM
Carbofuran <1.0 1 pg/L 40 E531.1 06/23/2006 2:04 AM
Carbaryl <1.0 1 pg/L 50 E531.1 06/23/2006 2:04 AM
Glyphosate <10 1 pg/L 700 E547 06/20/2006 9:14 PM
Diquat <1.0 1 pg/L 20 E549.1 06/23/2006 5:05 PM
Endothall <50 1 ug/L 100 E548.1 06/22/2006.11:59 AM

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted 2 . 7{ R
D.F. = Dilution Factor

Date Reported : 7/17/2006
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H2M LADBS. INC.

575 Broad Holow Road, MeMile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM
Lab No. : 0606652-012B

Sample Information...

70 Bell Ave. : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-012
Collected : 6/15/2006 6:39:00 AM Point No : 055-09
Received : 6/15/2006 1:20:00 PM Location : Well #10 Raw
Collected By : Client
Copy : Bob Lee
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Hexachlorocyclopentadiene <0.64 1 pg/L 50 E£525.2 06/24/2006 7:39 PM
Propachlor <1.0 1 pg/L 50 E525.2 06/24/2006 7:39 PM
Hexachlorobenzene <0.25 1 pg/L ES25.2 06/24/2006 7:39 PM
Simazine <0.50 1 ug/L 4 E525.2 06/24/2006 7:38 PM
Atrazine <0.50 1 pg/L 3 E525.2 06/24/2006 7:39 PM
Metribuzin <0.50 1 pg/L 50 E525.2 06/24/2006 7:39 PM
Alachlor <1.0 1 ug/L 2 ES525.2 06/24/2006 7:39 PM
Metolachlor . <1.0 1 pg/L 50 ES525.2 06/24/2006 7:39 PM
Butachlor <1.0 1 pg/L 50 E525.2 06/24/2006 7:39 PM
bis(2-Ethylhexyl)adipate <1.0 1 pg/L 400 E525.2 06/24/2006 7:39 PM
Bis(2-ethylhexyl)phthalate <3.0 1 pg/L 6 E525.2 06/24/2006 7:39 PM
Benzo(a)pyrene <0.10 1 pg/L 0.2 E525.2 06/24/2006 7:39 PM

Result(s) reported meel(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/2006
Page 22 of 24
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H2M LADBS. INC.

575Broad Hdlow Road, Meivile NY 11747
(631)634-3040 . FAX: (631)420-8436 NYSDOHID# 10478
LABORATORY RESULTS

Brookhaven National Lab.-BNLM
Lab No. : 0606652-012C

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine

Federal ID 5111891 Client ID. : 21970-012

Collected : 6/15/2006 6:47:00 AM Point No : 055-09

Received : 6/15/2006 1:20:00 PM Location : Well #10 Raw

Collected By : Client
Copy : Bob Lee

cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Lindane - <0.025 1 pg/L E505 06/20/2006 4:13 AM
Heptachlor <0.025 1 pg/L . ES05 06/20/2006 4:13 AM
Aldrin < 0.025 1 pg/L 5 E505 06/20/2006 4:13 AM
Chlordane <0.50 1 pg/L 2 E505 06/20/2006 4:13 AM
Heptachlor epoxide <0.025 1 pg/L 0.2 E505 06/20/2006 4:13 AM
Dieldrin <0.050 1 pg/L 2 E505 06/20/2006 4:13 AM
Endrin < 0.050 1 pg/L 2 E505 06/20/2006 4:13 AM
Methoxychlor <0.25 1 g/l 40 ES05 06/20/2006 4:13 AM
Toxaphene <25 1 pa/L 3 E505 ‘06/20/2006 4:13 AM
Total PCBs < 0.50 1 pg/L 0.5 E505 06/20/2006 4:13 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/2006
Page 23 of 24
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H2M LADBS, INC.

575 Broad Hdlow Road, Melvile NY 11747
(631)694-3040 . FAX: (631) 420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM LabNo. : 0606652-009B Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-009
Collected : 6/15/2006 6:25:00 AM Point No : 056-19
Received : 6/15/2006 1:20:00 PM Location : Well #11 Raw
Collected By : Client
Copy : Bob Lee
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Hexachlorocyclopentadiene <0.64 1 pg/L 50 E525.2 06/22/2006 12:35 AM
Propachlor <1.0 1 pg/l 50 E525.2 06/22/2006 12:35 AM
Hexachlorobenzene <0.25 1 pg/L E525.2 06/22/2006 12:35 AM
Simazine <0.50 1 ug/L E525.2 06/22/2006 12:35 AM
Atrazine <0.50 1 pg/L E525.2 06/22/20086 12:35 AM
Metribuzin <0.50 1 pg/L 50 E525.2 06/22/2006 12:35 AM
Alachlor <1.0 1 pg/L 2 E525.2 06/22/2006 12:35 AM
Metolachlor <1.0 1 pg/L 50 E525.2 06/22/2006 12:35 AM
Butachlor <1.0 1 pg/l 50 E525.2 06/22/2006 12:35 AM
bis(2-Ethylhexyl)adipate <1.0 1 ug/L 400 E525.2 06/22/2006 12:35 AM
Bis(2-ethylhexyl)phthalate <3.0 1 pg/L 6 E525.2 06/22/2006 12:35 AM
Benzo(a)pyrene <0.10 1 pg/L 0.2 E525.2 06/22/2006 12:35 AM

Resull(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7152006

Page 13 of 24
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H2M LADBS, INC.

575 Broed Hdlow Road, Mevile NY 11747

(631) B3040 . FAX: (631) 4208436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM
70 Bell Ave.

LABORATORY RESULTS

Lab No.

: 0606652-009C

Sample Information...
Type : Potable Water

Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-009
Collected : 6/15/2006 6:35:00 AM Point No : 056-19
Received : 6/15/2006 1:20:00 PM Location : Well #11 Raw
Collected By : Client
Copy : Boblee
CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Lindane <0.025 1 pg/L 0.2 E505 06/20/2006 2:12 AM
Heptachlor <0.025 1 pg/l ES05 06/20/2006 2:12 AM
Aldrin <0.025 1 po/L 5 ES505 06/20/2006 2:12 AM
Chlordane <0.50 1 Hg/L ES505 06/20/2006 2:12 AM
Heptachlor epoxide <0.025 1 pg/l 0.2 E505 06/20/2006 2:12 AM
Dieldrin < 0.050 1 pg/L 2 E505 06/20/2006 2:12 AM
Endrin <0.050 1 ug/L 2 E505 06/20/2006 2:12 AM
Methoxychlor <0.25 1 pg/L 40 E505 06/20/2006 2:12 AM
Toxaphene <25 1 ug/L 3 ES05 06/20/2006 2:12 AM
Total PCBs <0.50 1 pg/L 0.5 E505 06/20/2006 2:12 AM

Resuli{s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/5/2006

% Exceed Regulatory Limit(s). Limit noted.

e

Laboratory Manager
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H2M LADS. INC.

575Broad Hollow Road, Mevile NY 11747
(631) 634-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM LabNo. : 0606652-008B

70 Bell Ave.

Upton, NY 11973

Attn To : Bob Lee
Federal ID 5111891 . Client ID. : 21970-008
Collected : 6/15/2006 6:17:00 AM Point No : 056-20
Received : 6/15/2006 1:20:00 PM Location : Well #12 Raw

Collected By : Client
Copy : BobLee

Sample Information...

Type : Potable Water
Origin : Raw Well

Routine

CcC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Hexachlorocyclopentadiene <0.64 1 pg/L 50 E525.2 06/22/2006 12:03 AM
Propachlor <1.0 1 ug/L 50 E525.2 06/22/2006 12:03 AM
Hexachlorobenzene <0.25 1 pg/L 1 E525.2 06/22/2006 12:03 AM
Simazine <0.50 1 pg/L 4 E525.2 06/22/2006 12:03 AM
Atrazine <0.50 1 pg/l 3 E525.2 06/22/2006 12:03 AM
Metribuzin < 0.50 1 pg/L 50 E525.2 06/22/2006 12:03 AM
Alachlor <1.0 1 pg/L 2 E525.2 06/22/2006 12:03 AM
Metolachlor <1.0 1 ug/L 50 E525.2 06/22/2006 12:03 AM
Butachior <1.0 1 pg/L 50 E525.2 06/22/2006 12:03 AM
bis(2-Ethythexyl)adipate <1.0 1 pg/L 400 E525.2 06/22/2006 12:03 AM
Bis(2-ethylhexyl)phthalate <3.0 1 pg/L 6 E525.2 06/22/2006 12:03 AM
Benzo(a)pyrene <0.10 1 ug/L 0.2 E525.2 06/22/2006 12:03 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/2006
Page 10 of 24
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H2M LADS, INC.

575Broad Holow Road, Melvie NY 11747
{631)84-3040. FAX: (631)420-8436 NYSDOH ID#10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM
Lab No. : 0606652-008C

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-008
Collected : 6/15/2006 6:14:00 AM Point No : 056-20
Received : 6/15/2006 1:20:00 PM Location : Well #12 Raw
Collected By : Clienl
Copy : Bob Lee
CC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Lindane <0.025 1 ug/L 0.2 ES05 06/20/2006 1:32 AM
Heptachlor <0.025 1 pg/L 0.4 E505 06/20/2006 1:32 AM
Aldrin <0.025 1 pg/L 5 E505 06/20/2006 1:32 AM
Chlordane <0.50 1 pg/L 2 E505 06/20/2006 1:32 AM
Heptachlor epoxide <0.025 1 pg/L 0:2 ES505 06/20/2006 1:32 AM
Dieldrin < 0.050 1 ug/L 2 E505 06/20/2006 1:32 AM
Endrin < 0.050 1 pg/L 2. E505 06/20/2006 1:32 AM
Methoxychlor <0.25 1 pg/L 40 E505 06/20/2006 1:32 AM
Toxaphene <25 1 pg/L 3 E505 06/20/2006 1:32 AM
Total PCBs <0.50 1 pg/L 0.5 E505 06/20/2006 1:32 AM

Result(s) reported meel(s) Regulatory Limit(s).
Result(s) flagged with 4  Exceed Regulatory Limil(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/2006

Page 11 of 24
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ATTACHMENT VI
Brookhaven National Laboratory
Potable Water Supply
2006 Annual Inorganic and Nitrate/Nitrite Analyses

for the BNL Potable Wells



H2M LABS, INC.

575 Broad Hollow Road, Mevile NY 11747
(631)654-3040 . FAX: (631) 4208436 NYSDOH ID# 10478

_LABORATORY RESULTS

Brookhaven National Lab.-BNLM

Lab No. : 0606652-010A

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11873 Origin : Raw Well
Aftn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-010
Collected : 6/15/08 7:12:00 AM Point No : 093-07
Received : 6/15/06 1:20:00 PM Lacation : Well #6 Raw
Collected By : Client
Copy : Bob Lee
CC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Barium <200 1 Hg/l 2000 E200.7 06/22/2006 10:23 AM
Beryllium <3.0 1 pg/l 4 E200.7 06/22/2006 10:23 AM
Cadmium <50 1 [T.1/R 5 E200.7 06/22/2006 10:23 AM
Chromium <10 1 o/l 100 E200.7 06/22/2006 10:23 AM
% lron % 3770 1 po/L 300 E200.7 06/22/2006 10:23 AM
Manganese 82.0 1 Hg/L 300 E200.7 06/22/2006 10:23 AM
Nickel <40.0 1 ug/L 100 E200.7 06/22/2006 10:23 AM
Silver <10 1 Hg/L 100 E200.7 06/22/2006 10:23 AM
Sodium ‘14000 1 ug/L E200.7 06/22/2006 10:23 AM
Zinc <20.0 1 Ho/L 5000 £200.7 06/22/2006 10:23 AM
Arsenic <3.00 1 ug/l 10 E200.8 06/26/2006 11:46 AM
Lead <1.00 1 ugn 15 E200.8 06/26/2006 11:46 AM
Selenium <5.00 1 ug/t 50 E200.8 06/26/2006 11:46 AM
Antimony <5.90 1 ug/l 6 E200.8 06/26/2006 11:46 AM
Thallium, <1.90 1 ug/l 2 E200.8 06/26/2006 11:46 AM
Mercury <0.20 1 ug/l 2 E200.8 06/26/2006 11:46 AM

Result(s) reported meet(s) Regulatory Limil(s). .
Result(s) lagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/06
Page3of 5
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H2M LADS. INC.

575 Broad Hdllow Road, Meviie NY 11747
(631)64-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
?(;o;‘::'l:\;:? National Lab.-BNLM LabNo. : 0606652-010A :amp{e Information...
ype : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-010
Collected : 6/15/2006 7:12:00 AM Point No : 093-07
Received : 6/15/2006 1:20:00 PM Location : Well #6 Raw
Collected By : Client
Copy : Bob Lee
ccC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Chloride 26.5 1 mg/L 250 E325.2 06/16/2006 2:58 PM
Color 5 1 units 15 E110.2 06/16/2006 6:57 AM
Specific Conductivity 141 1 umhos/cm M2510 B 06/21/2006 5:08 PM
Fluoride <0.10 1 mg/L 22 M4500F C 06/20/2006 11:10 AM
MBAS < 0.08 1 mg/L E425.1 06/16/2006 6:28 AM
Nitrogen, Ammonia (As N) <0.10 1 mg/L E350.1 06/19/2006 12:55 PM
Nitrite as N <0.10 1 mg/L 1 E353.2 06/16/2006 9:46 AM
Nitrate as N 0.20 1 mg/L 10 £353.2 06/16/2006 1:38 PM
Odor 0 1 units 3 E140.1 06/16/2006 6:56 AM
pH 6.2 1 pH Units E150.1 06/15/2006 5:28 PM
Sulfate 9.4 1 mg/L 250 E375.4 06/22/2006 1:38 PM
Turbidity <1.0 1 NTU 5 E180.1 06/16/2006 7:17 AM

Resuit(s) reported meet(s) Regulatory Limit(s). 2
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. Qv Z{ /ééﬂ.uw

D.F. = Dilution Factor
Date Reported : 7/5/2006

Page 15 of 24 Laboratory Manager
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H2M LADBS, INC.

575Broad Holow Road, Melvile NY 11747
(631) 6943040 . FAX: (631) 420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM

70 Bell Ave.

LABORATORY RESULTS
LabNo. : 0606652-011A

Sample Information...
Type : Potable Water

Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-011
Collected : 6/15/06 7:02:00 AM Point No : 092-03
Received - 6/15/06 1:20:00 PM Location : Well #7 Raw
Collected By : Client
Copy : BobLee
ccC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed-
Barium <200 1 Mg/l 2000 E200.7 06/22/2006 10:30 AM
Beryllium <30 1 ug/L 4 E200.7 06/22/2006 10:30 AM
Cadmium <5.0 1 pg/L 5 E200.7 06/22/2006 10:30 AM
Chromium <10 1 Hg/L 100 E200.7 06/22/2006 10:30 AM
* lron * 2190 1 pg/L 300 E200.7 06/22/2006 10:30 AM
Manganese 79.0 1 Hg/L 300 E200.7 06/22/2006 10:30 AM
Nickel <400 1 Ha/L 100 E200.7 06/22/2006 10:30 AM
Silver <10 1 Ha/L 100 E200.7 06/22/2006 10:30 AM
Sodium 14600 1 pa/L E200.7 06/22/2006 10:30 AM
Zinc <20.0 1 ug/L 5000 E200.7 06/22/2006 10:30 AM
Arsenic <3.00 1 ug/l 10 E200.8 06/26/2006 11:51 AM
Lead <1.00 1 ug/l 15 E200.8 06/26/2006 11:51 AM
Selenium <5.00 1 ug/l 50 E200.8 06/26/2006 11:51 AM
Antimony <5.90 1 ug/l 6 E200.8 06/26/2006 11:51 AM
Thallium <1.90 1 ug/l 2 E200.8 06/26/2006 11:51 AM
Mercury <0.20 1 ug/l 2 E200.8 06/26/2006 11:51 AM

Result(s) reported meel(s) Regulatory Limit(s).
% Exceed Regulatory Limit(s). Limit noted.

Result(s) flagged with
D.F. = Dilution Factor

Date Reported :

715106

Page 4 of 5

Laboratory Manager



FH2M 1LABS, INC.

575Broad Hollow Road, Meviie NY 11747
(631)624-3040 . FAX: (631) 420-8436 NYSDOH ID#10478

LABORATORY RESULTS
-?;030;:1::2“- National Lab.-BNLM Lab No. : 0606652-011A :am p!e Information...
: ype : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-011
Collected : 6/15/2006 7:02:00 AM Point No : 092-03
Received : 6/15/2006 1:20:00 PM Location : Well #7 Raw
Collected By : Client
Copy : BobLee
cc
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
" Chloride 231 1 mg/L 250 E325.2 06/16/2006 2:58 PM
Color 5 1 units 15 E110.2 06/16/2006 6:58 AM
Specific Conductivity 134 1 pmhos/cm M2510 B 06/21/2006 5:09 PM
Fluoride <0.10 1 mg/L 22 M4500F C 06/20/2006 11:15 AM
MBAS <0.08 1 mg/L E425.1 06/16/2006 6:30 AM
Nitrogen, Ammonia (As N) <0.10 1 mg/L E350.1 06/19/2006 12:56 PM
Nitrite as N <0.10 1 mg/L 1 E353.2 06/16/2006 9:47 AM
Nitrate as N 0.24 1 mg/L 10 E353.2 06/16/2006 1:39 PM
Odor 0 1 units 3 E140.1 06/16/2006 6:57 AM
pH 6.2 1 pH Units E150.1 06/15/2006 5:29 PM
Sulfate 104’ 1 mg/L 250 E375.4 06/22/2006 1:40 PM
Turbidity <1.0 1 NTU 5 E180.1 06/16/2006 7:18 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) lagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/2006

Page 18 of 24
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oM LADBS. INC. |

575 Broad Holow Road, Melvile NY 11747
(631) 6943040 . FAX: (631)420-8436 NYSDOH ID#10478 [

LABORATORY RESULTS ‘
?;o;::?:\;:? National Lab.-BNLM Lab No. : 0606652-012A :amp!e Information...
ype . Potable Water
Upton, NY 11973 Olligin : Raw Weli
Attn To : Bob Lee Routine
Federal ID 5111891 i ClientID. : 21970-012 \
Collected  : 6/15/06 6:41:00 AM ~ Point No : 055-09 |
Received  : 6/15/06 1:20:00 PM Location : Well #10 Raw |
Callected By : Client : '
Copy : Bob Lee |
cC |
|
Parameter(s) Results  Qualifier D.F. Units Limit Method Number Analyzed
Barium <200 1wl 2000 E200.7 | 06/22/2006 10:37 AM
Beryllium <3.0 1 Ha/L 4 E200.7 J 06/22/2006 10:37 AM
Cadmium <5.0 1 Hg/L 5 E200.7 | 06/2272006 10:37 AM
Chromium <10 1 pgl 100 E200.7 06/22/2006 10:37 AM
fron 244 1 g 300 E2007 | 06/22/2006 10:37 AM
Manganese <10 1 ug 300 £200.7 | 06/22/2006 10:37 AM
Nickel <40.0 1 ug/L 100 E200.7 j 06/22/2006 10:37 AM
Silver <10 1 ug/L 100 E200.7 06/22/2006 10:37 AM
Sodium 10100 1 pg/L E200.7 06/22/2006 10:37 AM
Zinc <20.0 1 Hg/l 5000 E200.7 | 06/22/2006 10:37 AM
Arsenic <3.00 1 ug/! 10 E200.8 ‘ 06/26/2006 11:56 AM
Lead <1.00 1 ug/l 15 E200.8 | 06/26/2006 11:56 AM
Selenium <5.00 1 ug/! 50 E200.8 06/26/2006 11:56 AM
Antimony <5.90 1 ug/l 6 E200.8 | 06/26/2006 11:56 AM
Thallium <1.90 1 ug/t 2 E200.8 | 0672612006 11:56 AM
Mercury <0.20 1 ug/! 2 E200.8 06/26/2006 11:56 AM
Eesu:{(s) ;epor‘t:id r_neel(s) Regulatory Limit(s). . . B!
R :u= (;)" u:gg Faxérh « Exceed Regulatory Limit(s). Limit noted ( VS -4
Date Reported : 7/5/08 |
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H2M LADS, INC.

575Broad Hdllow Road, Mevile NY 11747
(631)634-3040 . FAX: (631) 4208436 NYSDOHID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM LabNo. : 0606652-012A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-012
Collected : 6/15/2006 6:41:00 AM Point No : 055-09
Received : 6/15/2006 1:20:00 PM Location : Well #10 Raw
Collected By : Client
Copy : Bob Lee
cC
Parameter(s) Results ~ Qualifier D.F. Units Limit Method Number Analyzed
Chloride 15.4 1 mg/L 250 E325.2 06/16/2006 2:59 PM
Color <5 1 units 15 E110.2 06/16/2006 6:59 AM
Specific Conductivity 115 1 pmhos/cm M2510 B 06/21/2006 5:10 PM
Fluoride ) <0.10 1 mg/L 2.2 M4500F C 06/20/2006 11:20 AM
MBAS <0.08 1 mg[L E425.1 06/16/2006 6:32 AM
Nitrogen, Ammonia (As N} <0.10 1 mg/L E350.1 06/19/2006 1:01 PM
Nitrite as N <0.10 1 mg/L. 1 E£353.2 06/16/2006 9:48 AM
Nitrate as N 0.35 1 mg/L 10 E353.2 06/16/2006 1:40 PM
Odor 0o 1 units 3 E140.1 06/16/2006 6:58 AM
pH 6.9 1 pH Units £150.1 06/15/2006 5:30 PM
Sulfate 6.2 1 mg/L 250 E375.4 06/22/2006 1:42 PM
Turbidity <1.0 1 NTU 5 E180.1 06/16/2006 7:19 AM

Date Reported : 71512006

Result(s) reported meet(s) Regulatory Limit(s). 8
Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. 2 . Z( 3
D.F. = Dilution Factor
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HoM LADS, INC.

575 Broad Holow Road, Melvile NY 11747
(631) 634-3040 . FAX: (631) 420-8436 NYSDOH ID# 10478
LABORATORY RESULTS

Brookhaven National Lab.-BNLM
LabNo. : 0606652-009A

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 ) Client {D. : 21970-009
Collected : 8/15/06 6:28:00 AM Point No : 056-19
Received : 615/06 1:20:00 PM Location : Well #11 Raw
Collected By : Client
Copy : Bob Lee
cc
Parameter(s) Results  Qualifier D.F. Units Limit Method Number Analyzed
Barium <200 1 pg/L 2000 E200.7 06/22/2006 10:16 AM
Beryllium <3.0 1 Hg/L 4 E200.7 06/22/2006 10:16 AM
Cadmium <50 1 Hg/L 5 E200.7 06/22/2006 10:16 AM
Chromium <10 1 Ha/L 100 E200.7 06/22/2006 10:16 AM
Iron <20.0 1 Hg/L 300 E200.7 06/22/2006 10:16 AM
Manganese <10 1 Ha/L 300 £200.7 06/22/2006 10:16 AM
Nickel <400 1 ug/L 100 E200.7 06/22/2006 10:16 AM
Sitver <10 1 Hg/L 100 E200.7 06/22/2006 10:16 AM
Sodium 12100 1 Ha/L E200.7 06/22/2006 10;16 AM
Zinc <20.0 1 pg/L 5000 E200.7 06/22/2006 10:16 AM
Arsenic <3.00 1 ug/l 10 E200.8 06/26/2006 11:41 AM
Lead <1.00 1 ug/l 15 E200.8 06/26/2006 11:41 AM
Selenium <5.00 1 ug/l 50 E200.8 06/26/2006 11:41 AM
Antimony <580 1 ug/l 6 E200.8 06/26/2006 11:41 AM
Thallium <1.90 1 ug/l 2 E200.8 06/26/2006 11:41 AM
Mercury <0.20 1 ug/l 2 E200.8 06/26/2006 11:41 AM

Result(s) reported meet(s) Regulatory Limit(s).
Resuti(s) lagged with 4  Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/06
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H2M LADBS., INC.

575 Broad Hdlow Road, Mevile NY 11747
(631)694-3040 . FAX: (631) 420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
S(;o;;?:\‘llzn National Lab.-BNLM Lab No. : 0606652-009A 1S'amp?e Information...
. ype : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-009
Collected : 6/15/2006 6:28:00 AM Point No : 056-19
Received : 6/15/2006 1:20:00 PM Location : Well #11 Raw
Collected By : Client
Copy : Bob Lee
CC
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Chloride 18.0 1 mg/L 250 E325.2 06/16/2006 2:57 PM
Color <5 1 units 15 E110.2 06/16/2006 6:56 AM
Specific Conductivity 124 1 umhos/cm M2510 B 06/21/2006 5:07 PM
Fluoride <0.10 1 mg/L 22 M4500F C 06/20/2006 11:05 AM
MBAS <0.08 1 mg/L E425.1 06/16/2006 6:26 AM
Nitrogen, Ammonia (As N) <0.10 1 mg/L E350.1 06/19/2006 12:54 PM
Nitrite as N <0.10 1 mg/L 1 E353.2 06/16/2006 9:44 AM
Nitrate as N 0.27 1 mg/L 10 E353.2 06/16/2006 1:37 PM
Odor 0 1 units 3 E140.1 06/16/2006 6:55 AM
pH 6.3 1 pH Units E150.1 06/15/2006 5:27 PM
Sulfate 8.6 1 mg/L 250 E375.4 06/22/2006 1:36 PM
Turbidity <1.0 1 NTU 5 E180.1 06/16/2006 7:16 AM

Result(s) reported meet(s) Regulatory Limil(s). 0
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. 2 . Zt .
D.F. = Dilution Factor !

Date Reported : 7/5/2006

Page 12 of 24 Laboratory Manager
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HoM LADS, INC.

575 Broad Halow Road, Melvile NY 11747
(631)694-3040 . FAX: (631) 420-8436 NYSDOH ID# 10478
LABORATORY RESULTS

LabNo. :-0606652-008A

Brookhaven National Lab.-BNLM

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee « Routine
Federal ID 5111891 Client ID. : 21970-008
Collected : 6/15/06 6:05:00 AM Point No : 056-20
Received ; 6/15/06 1:20:00 PM Location : Well #12 Raw
Collected By : Client
Copy : Bob Lee
CcC
Parameter(s) Resuits Quaslifier D.F. Units Limit Method Number Analyzed
Barium <200 1 pol 2000 E200.7 06/22/2006 9:48 AM
. Beryllium <3.0 1 pg/L 4 . E200.7 06/22/2006 9:48 AM
Cadmium <50 1 pg/L 5 E200.7 06/22/2006 9:48 AM
Chromium <10 1 Mo/t 100 E200.7 06/22/2006 9:48 AM
fron <200 1 Ho/L 300 E200.7 06/22/2006 9:48 AM
Manganese <10 1 pg/L 300 E200.7 06/22/2006 9:48 AM
Nickel <40.0 1 100 E200.7 06/22/2006 9:48 AM
Silver <10 1 Hg/L 100 E200.7 06/22/2006 9:48 AM
Scdium 14100 1 Mo/t E200.7 06/22/2006 9:48 AM
Zinc <20.0 1 pg/l 5000 E200.7 06/22/2006 9:48 AM
Arsenic <3.00 1 ugfl 10 E200.8 06/26/2006 11:21 AM
Lead 1.72 1 ug/t 15 E200.8 06/26/2006 11:21 AM
Selenium <500 1 ug/l 50 E200.8 06/26/2006 11:21 AM
Antimony <5.90 1 ug/l 6 E200.8 06/26/2006 11:21 AM
Thallium <1.90 1 ug/i 2 E200.8 06/26/2006 11:21 AM
Mercury <0.20 1 ug/l 2 E200.8 06/26/2006 11:21 AM

Result(s) reported meet(s) Regulatory Limit(s).

Resull(s) flagged with 5 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor
Date Reported : 7/5/06

Page 1 of 5
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H2M LADBS, INC.

575Broad Halow Road, Melvile NY 11747
(631)624-3040 . FAX: (631) 420-8436 NYSDOH ID#10478
LABORATORY RESULTS

Lab No. : 0606652-008A

Brookhaven National Lab.-BNLM

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21970-008
Collected - 6/15/2006 6:05:00 AM Point No : 056-20
Received : 6/15/2006 1:20:00 PM Location : Well #12 Raw
Collected By : Client
Copy : Bob Lee
CcC
Parameter(s) Results Qualifier D.F. Units ~ Limit Method Number Analyzed
Chloride 21.6 1 mg/L 250 E325.2 06/16/2006 2:56 PM
Color <5 1 units 15 E110.2 06/16/2006 6:55 AM
Specific Conductivity 155 1 ymhos/cm M2510B 06/21/2006 5:05 PM
Fluoride <0.10 1 mg/L 2.2 M4500F C 06/20/2006 10:50 AM
MBAS <0.08 1 mg/L E425.1 06/16/2006 6:24 AM
Nitrogen, Ammonia (As N) <0.10 1 mg/L £350.1 06/19/2006 12:53 PM
Nitrite as N <0.10 1 mg/L 1 E353.2 06/16/2006 9:43 AM
Nitrate as N 0.43 1 mg/L 10 E353.2 06/16/2006 1:33 PM
Odor 0 1 units 3 E140.1 06/16/2006 6:54 AM
pH 6.3 1 . pHUnits E150.1 06/15/2006 5:26 PM
Sulfate 10.2 1 mg/L 250 E375.4 06/22/2006 1:34 PM
Turbidity <1.0 1 NTU 5 E180.1 06/16/2006 7:15 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/5/2006

Page 9 of 24
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ATTACHMENT VII
Brookhaven National Laboratory
Potable Water Supply
2006 Third Quarter Bacteriological Analyses
for the BNL Potable Water Wells

and GAC/Air Stripper Treatment Systems



oM LABS, INC.

575 Broad Hollow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID#10478
LABORATORY RESULTS

Lab No. : 0607411-009A

Brookhaven National Lab.-BNLM

Sample Information...

70 Bell Ave. Type :- Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal 1D 5111891 Client ID. : 21972-009
Collected  : 7/7/2006 10:30:00 AM Point No : 093-07 '
Received : 7712006 3:30:00 PM Location : Well #6 Raw
Collected By : CLIENT
Copy : Original
CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Chloromethane <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
Vinyl chloride <0.50 1 pg/L 2 E524.2 07/19/2006 9:41 AM
Bromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Chioroethane <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
Trichlorofluoromethane <0.50 . 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,1-Dichloroethene <0.50 1 pa/L 5 E524.2 07/19/2006 9:41 AM
Methylene chloride <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
trans-1,2-Dichloroethene < 0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
1,1-Dichloroethane <0.50 1 pg/L 5 ES24.2 07/19/2006 9:41 AM
2,2-Dichloropropane <0.50 1 ug/L 5 ES524.2 07/19/2006 9:41 AM
cis-1,2-Dichloroethene <0.50 d pg/L 5 E524.2 Q7/19/2006 9:41 AM
" Bromochloromethane <0.50 1 pg/L £33 E524.2 07/19/2006 9:41 AM
Chloroform 1.8 1 pg/l 50 E524.2 07/19/2006 9:41 AM
1,1,1-Trichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 3:41 AM
Carbon tetrachloride <0.50 . pg/L 5 E524.2 07/19/2006 9:41 AM
1,1-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
1,2-Dichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 8:41 AM
Benzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Trichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Bromodichloromethane <0.50 1 pa/L 50 E524.2 07/19/2006 9:41 AM
cis-1,3-Dichloropropene <0.50 1 paf/l 5 E524.2 07/19/2006 9:41 AM
Toluene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
trans-1,3-Dichloropropene <0.50 1 pg/L 5 ES524.2 07/19/2006 9:41 AM
1,1,2-Trichloroethane <0.50 1 pa/l 5 E524.2 07/19/2006 9:41 AM
Tetrachloroethene <0.50 1 pg/t 5 E524.2 07/19/2006 9:41 AM
1,3—Dichloropfopane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Dibromochloromethane <0.50 1 ug/L 50 E524.2 07/19/2006 9:41 AM
Chlorobenzene < 0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,1,1,2-Tetrachloroethane <0.50 1 pa/L 5 ES524.2 07/19/2006 9:41 AM
Ethylbenzene <0.50 1 pg/l 5 E524.2 07/19/2006 9:41 AM
m,p-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
o-Xylene <0.50 1 pg/L 5 E£524.2 07/19/2006 9:41 AM
Styrene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Bromoform <0.50 1 E524.2 07/19/2006 9:41 AM

pg/l 50

Resull(s) reported meel(s) Regulatory Limit{s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor .

Date Reported :

7/31/2006
Page 9 of 33
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FH2M LADBS. INC.

575Broad Hollow Road, Melviie NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID#10478
LABORATORY RESULTS

LabNo. : 0607411-010A

Brookhaven National Lab.-BNLM

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Qrigin : Raw Well
Attn To : Bob Lee Routine

Federal ID 5111891 Client ID. : 21972-010

Collected : 71772006 10:15:00 AM Point No : 092-03

Received : 7/7/2006 3:30:00 PM Location : Well #7 Raw

Collected By : CLIENT

Copy : Original

CC ; BoblLee
Parameter(s) Results Qualifier DO.F. Units Limit Method Number Analyzed

Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Chloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Vinyl chloride <0.50 1 ug/L 2 E524.2 07/19/2006 10:08 AM
Bromomethane <0.50 1 ug/L 5 ES524.2 07/19/2006 10:08 AM
Chloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
Trichlorofluoromethane <0.50 1 pa/L 5 E524.2 07/19/2006 10:08 AM
1,1-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Methylene chioride <0.50 1 pg/l 5 E524.2 07/19/2006 10:08 AM
trans-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
1,1-Dichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
2,2-Dichloropropane <0.50 1 Hg/L 5 E524.2 07/19/2006 10:08 AM
cis-1,2-Dichloroethene <0.50 1 pgrL 5 E524.2 07/19/2006 10:08 AM
Bromochloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Chloroform 0.94 1 pg/L 50 E524.2 07/19/2006 10:08 AM
1,1,1-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Carbon tetrachloride <0.50 1 pa/L 5 E524.2 07/19/2006 10:08 AM
1,1-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
1,2-Dichloroethane <0.50 1 Hg/L 5 E524.2 07/19/2006 10:08 AM
Benzene <0.50 1 pg/L 5 E524.2 07/19/200610:08 AM
Trichloroethene <0.50 1 pg/l 5 E524.2 07/19/200610:08 AM
1,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Dibromomethane <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
Bromodichloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 10:08 AM
cis-1,3-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
Toluene <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
trans-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
1,1,2-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Tetrachloroethene <0.50 1 pa/L 5 E524.2 07/19/2006 10:08 AM
1.3-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Dibromochloromethane < 0.50 1 pg/L 50 E524.2 07/19/2006 10:08 AM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
1,1,1,2-Tetrachloroethane <0.50 1 pg/l 5 E524.2 07/19/2006 10:08 AM
Ethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
m,p-Xylene <0.50 1 pg/l 5 E524.2 07/19/2006 10:08 AM
o-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Styrene <0.50 1 pg/l 5 E524.2 07/19/2006 10:08 AM
Bromoform <0.50 1 E524.2 07/19/2006 10:08 AM

pa/L 50

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limil(s). Limit noted.

D.F. = Dilution Factor
Date Reported : 7/31/2006
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H2M LADS, INC.

575Broad Holow Road, Mevie NY 11747
(631)634-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM
70 Bell Ave.
Upton, NY 11973
Attn To : Bob Lee
Federal ID 5111891
Collected - 7/7/2006 8:30:00 AM
Received : 7/7/2006 3:30:00 PM
Collected By : CLIENT
Copy : Original
CC ; Boblee

Point No : 055-09

Lab No.

Location : Well #10 Raw

© 0607411-013A

Sample Information...

Type. : Potable Water
Origin : Raw Wcll

Client ID. : 21972-013

Routine

Parameter(s) Results Qualifier
Total Coliform Negative
E_Coliform Absent
Dichlorodifluoromethane <0.50
Chloromethane <0.50
Vinyl chloride < 0.50
Bromomethane <0.50
Chloroethane <0.50
Trichlorofluoromethane <0.50 |
1,1-Dichloroethene < 0.50
Methylene chloride <0.50
trans-1,2-Dichloroethene <0.50
1,1-Dichloroethane <0.50
2,2-Dichloropropane <0.50
cis-1,2-Dichloroethene < 0.50
Bromochioromethane <0.50
Chloroform 0.52
1,1,1-Trichloroethane <0.50
Carbon tetrachloride <0.50
1,1-Dichloropropene <0.50
1.2-Dichloroethane <0.50
Benzene <0.50
Trichloroethene <0.50
1,2-Dichloropropane <0.50
Dibromomethane < 0.50
Bromodichloromethane <0.50
cis-1,3-Dichloropropene <0.50
Toluene <0.50
trans-1,3-Dichloropropene < 0.50
1,1,2-Trichloroethane <0.50
Tetrachloroethene <0.50
1,3-Dichloropropane <0.50
Dibromochloromethane < 0.50
Chlorobenzene <0.50
1,1,1,2-Tetrachloroethane <0.50
Ethylbenzene < 0.50
m,p-Xylene < 0.50
o-Xylene < 0.50
Styrene < 0.50
Bromoform <0.50

Resull(s) reported meel(s) Regulatory Limit(s).
Resul(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 713112006

D.F.
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1
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H2M LADS. INC.

575Br0ad Holow Road, Mehvile NY 11747
(631)634-3040 . FAX: (631)420-8436 NYSDOH ID# 10478
LABORATORY RESULTS

Brookhaven National Lab.-BNLM
70 Bell Ave.

L.ab No.

1 0607411-011A

Sample Information...
Type : Potable Water

Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine

Federal ID 5111891 Client ID. : 21972-011

Collected : 77712006 7:45:00 AM Point No : 056-19

Received : 717/2006 3:30:00 PM Location : Well #11 Raw

Collected By : CLIENT

Copy : Original

CC ; BobLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Chloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Vinyl chloride <0.50 1 ug/L 2 £524.2 07/19/2006 10:35 AM
Bromomethane < 0.50 1 pa/l 5 E524.2 07/19/2006 10:35 AM
Chloroethane <0.50 1 parL 5 E524.2 07/19/2006 10:35 AM
Trichlorofluoromethane <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
1,1-Dichloroethene <0.50 1 Hg/L 5 E524.2 07/19/2006 10:35 AM
Methylene chloride <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
trans-1,2-Dichloroethene <0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
1,1-Dichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
2,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
cis-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Bromochloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Chloroform <0.50 1 pg/L 50 E524.2 07/19/2006 10:35 AM
1,1,1-Trichloroethané ’ <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
Carbon tetrachloride <0.50 1 ug/L . 5 E524.2 07/19/2006 10:35 AM
1,1-Dichloropropene <0.50 1 pa/L 5 E524.2 07/19/2006 10:35 AM
1,2-Dichloroethane <0.50 1 ng/l 5 E524.2 07/19/2006 10:35 AM
Benzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Trichloroethene <0.50 - 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,2-Dichloropropane <0.50 1 Hg/L 5 E524.2 07/19/2006 10:35 AM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Bromodichloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 10:35 AM
cis-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Toluene <0.50 1 pa/L 5 E524.2 07/19/2006 10:35 AM
trans-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1.1,2-Trichloroethane <0.50 1 Hg/L 5 E£524.2 07/19/2006 10:35 AM
Tetrachloroethene <0.50 1 pa/L 5 £524.2 07/19/2006 10:35 AM
1,3-Dichloropropane < 0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Dibromochloromethane <0.50 1 ug/L 50 E524.2 07/19/2006 10:35 AM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,1,1,2-Tetrachloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
Ethylbenzene <0.50 1 pg/L 5 £524.2 07/19/2006 10:35 AM
m,p-Xylene < 0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
0-Xylene <0.50 1 pa/L 5 E524.2 07/19/2006 10:35 AM
Styrene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Bromoform <0.50 1 pg/L 50 E524.2 07/19/2006 10:35 AM

Result(s) flagged with
D.F. = Dilution Factor

Date Reparted : 7/31/2006

Resull(s) reported meel(s) Regulatory Limit(s).
% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS. INC.

575Broad Hdlow Road, Melviie NY 11747
{631)624-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0607411-012A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111831 Client {D. : 21972-012
Collected : 71712006 7:30:00 AM Point No : 056-20
Received - 7/7/2006 3:30:00 PM Location : Well #12 Raw
Collected By : CLIENT
Copy : Original
CC ; BobLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane <0.50 1 pa/l 5 E524.2 07/19/2006 11:02 AM
Chioromethane <0.50 1 pg/l 5 E524.2 07/19/2006 11:02 AM
Vinyl chloride <0.50 1 pg/L 2 ES524.2 07/19/2006 11:02 AM
Bromomethane - <0.50 1 Ha/L 5 E524.2 07/19/2006 11:02 AM
Chloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Trichlorofluoromethane <0.50 1 g/l 5 E524.2 07/19/2006 11:02 AM
1,1-Dichloroethene <0.50 1 g/l 5 E524.2 07/19/2006 11:02 AM
Methylene chloride <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
trans-1,2-Dichloroethene <0.50 1 ‘ua/L 5 E524.2 07/19/2006 11:02 AM
1,1-Dichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
2,2-Dichloropropane <0.50 1 pg/l 5 E524.2 07/19/2006 11:02 AM
cis-1,2-Dichloroethene <0.50 1 pg/l 5 E524.2 07/19/2006 11:02 AM
Bromochloromethane <0.50 1 Hg/L 5 E524.2 07/19/2006 11:02 AM
Chloroform <0.50 1 g/l 50 E524.2 07/19/2006 11:02 AM
1,1,1-Trichloroethane 0.55 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Carbon tetrachloride <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1.1-Dichloropropene <0.50 1 g/l 5 E524.2 07/19/2006 11:02 AM
1,2-Dichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Benzene <0.50 1 ng/L 5 E524.2 07/19/2006 11:02 AM
Trichloroethene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
1,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
Dibromomethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Bromodichloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 11:02 AM
cis-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
Toluene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
trans-1,3-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
1,1,2-Trichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Tetrachloroethene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
1,3-Dichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Dibromochioromethane <0.50 1 pg/L 50 E524.2 07/19/2006 11:02 AM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,1,1,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
Ethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
m.p-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
o-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
Styrene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
Bromoform <0.50 1 pg/t 50 E524.2 07/19/2006 11:02 AM

Result(s) iagged with
D.F. = Dilution Factor

Date Reported :

Result{s) reported meet(s) Regulatory Limit(s). )
% .Exceed Regulatory Limit(s). Limit noted.

7/31/2006

Page 15 of 33

Laboratory Manager

BNLM179 A 41



H2M LADS. INC.

575Broad Holow Road, Mehvile NY 11747
{631)634-3040 . FAX: (631)420-8436 NYSDOH ID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM LabNo. : 0607411-014A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-014
Collected : 7/7/2006 12:45:00 PM Point No : 073-20
Received : 77712006 3:30:00 PM Location : Wtf Packed Tower 648
Collected By : CLIENT
Copy : Original
CC ; BoblLee
Parameter(s) Results Qualifier D.F. Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4  Exceed Regulatory Limit(s). Limit noted
D.F. = Dilution Factor

Date Reported : 7/31/2006
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H2M LABS. INC.

575Broad Holow Road, Mevie NY 11747
(631)604-3040 . FAX: (631)420-8436 NYSDOHID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0607411-020A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-020
Collected : 7/7/2006 8:35:00 AM Point No : 055-36
Received : 77712006 3:30:00 PM Location : Well #10 Gac Filter 654
Collected By : CLIENT
Copy : Original
CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7131/2006

% Exceed Regulatory Limit(s). Limit noted

Page 28 of 33
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H2M LADS, INC.

575Broed Hdlow Road, Meviie NY 11747
(631)694-3040. FAX: (631)420-8436 NYSDOHID# 10478

Brookhaven National Lab.-BNLM

70 Bell Ave.

Upton, NY 11973

Attn To : Bob Lee
Federal ID 5111891
Collected : 7/7/2006 7:50:00 AM
Received : 7/7/2006 3:30:00 PM

Collected By : CLIENT
Copy : Original

LABORATORY RESULTS

Lab No.

Point No : 056-31

: 0607411-016A

Client ID. : 21972-016

Location : Well #11 Gac Filter 655

Sar‘nple Information...

Type : Potable Water

Onjfin : Treated Well
Routine

CC ; BobLee
i
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent [ 07/08/2006 12:00 PM

Result(s) reported meet(s) Regulatory Limit(s).

Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted

D.F. = Dilution Factor
Date Reported :

7/31/2006

Page 22 of 33
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H2M LADBS. INC.

5758rcad Hollow Roed, Mehvle NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID#10478

Brookhaven National Lab.-BNLM
70 Bell Ave.
Upton, NY 11973

LABORATORY RESULTS
LabNo. : 0607411-018A

Sample Information...
Type : Potable Water
Origin : Treated Well

Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-018
Collected : 77712006 7:35:00 AM Point No : 056-32
Received : 7/7/2006 3:30:00 PM Location : Well #12 Gac Filter 657
Collected By : CLIENT
Copy : Original
CC ; BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with
D.F. = Dilution Factor

Date Reported :

% Exceed Regulatory Limit(s). Limit noted.

7/31/2006
Page 25 of 33
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ATTACHMENT VIII
Brookhaven National Laboratory
Potable Water Supply
2006 Third Quarter Principal Organic Compound Analyses
for the BNL Potable Water Distribution System

and Potable Water Wells.



H2M LADS, INC.

575Broad Hallow Road, Meviie NY 11747
(631)694-3040 . FAX: (631) 420-8436 NYSDOH ID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0607411-009A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine

Federal ID 5111891 Client ID. : 21972-009

Collected : 7/7/2006 10:30:00 AM Point No : 093-07

Received : 7/7/2006 3:30:00 PM Location : Well #6 Raw

Collected By : CLIENT

Copy : Original

CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane <0.50 1 Hg/L 5 E524.2 07/19/2006 9:41 AM
Chloromethane <0.50 1 pg/l 5 E524.2 07/19/2006 9:41 AM
Vinyl chloride <0.50 1 pg/L 2 E524.2 07/19/2006 9:41 AM
Bromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Chiloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Trichlorofluoromethane <0.50 " 1 pg/L 5 ES524.2 07/19/2006 9:41 AM
1,1-Dichloroethene <0.50 1 pg/l 5 E524.2 07/19/2006 9:41 AM
Methylene chioride <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
trans-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,1-Dichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
2,2-Dichloropropane <0.50 1 ug/L 5 ES24.2 07/19/2006 9:41 AM
cis-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Bromochloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Chloroform 1.8 1 pg/L 50 E524.2 07/19/2006 9:41 AM
1,1,1-Trichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
Carbon tetrachloride <0.50 1 pg/l 5 E524.2 07/19/2006 9:41 AM
1,1-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
1,2-Dichloroethane <0.50 i) pg/L 5 E524.2 07/19/2006 9:41 AM
Benzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Trichloroethene <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
1,2-Dichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Bromodichloromethane <0.50 1 pa/L 50 E524.2 07/19/2006 9:41 AM
cis-1,3-Dichloropropene <0.50 1 ug/l 5 E524.2 07/19/2006 9:41 AM
Toluene <0.50 1 Hg/L 5 E524.2 07/19/2006 9:41 AM
trans-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,1,2-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Tetrachloroethene <0.50 1 pg/l 5 E524.2 07/19/2006 9:41 AM
1.3-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 S:41 AM
Dibromochloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 9:41 AM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,1,1,2-Tetrachloroethane <0.50 1 pa/l 5 E524.2 07/19/2006 9:41 AM
Ethylbenzene <0.50 1 pg/L 5 ES524.2 07/19/2006 S:41 AM
m,p-Xylene <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
o-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Styrene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Bromoform <0.50 1 pg/l 50 E524.2 07/19/2006 9:41 AM

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4. Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported :

7/31/2006
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H2M LADBS. INC.

575Broad Hollow Road, Mevile NY 11747
(631)894-3040 . FAX: (631) 420-8436 NYSDOH ID# 10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM

70 Bell Ave.

Upton, NY 11973

Attn To : Bob Lee
Federal ID 5111891
Collected : 7/7/2006 10:30:00 AM Point No : 093-07
Received : 7/7/2006 3:30:00 PM Location : Well #6 Raw

Collected By : CLIENT
Copy : Original

Lab No. : 0607411-009A

Sample Information...
Type : Potable Water
Origin : Raw Well

Client ID. : 21972-009

Routine

CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <0.50 1 g/l 5 E524.2 07/19/2006 9:41 AM
Bromobenzene <0.50 1 pa/L 5 E524.2 07/19/2006 9:41 AM
1,1,2,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,2,3-Trichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
n-Propylbenzene <0.50 1 o/t 5 E524.2 07/19/2006 9:41 AM
2/4-Chlorotoluene <0.50 1 pg/t 5 E524.2 07/19/2006 9:41 AM
1,3,5-Trimethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
tert-Butylbenzene <0.50 1 ug/l 5 E524.2 07/19/2006 9:41 AM
1,2,4-Trimethylbenzene <050 1 pg/L 5 E524.2 07/19/2006 9:41 AM
sec-Butylbenzene <0.50 1 g/l 5 E524.2 07/19/2006 9:41 AM
n-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,3-Dichlorobenzene <0.50 1 pg/t 5 E524.2 07/19/2006 9:41 AM
1,4-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
4-Isopropyltoluene < 0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,2-Dichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 9:41 AM
1,2,4-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Hexachlorobutadiene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
1,2,3-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 9:41 AM
Methyl tert-butyl ether <0.50 1 pg/L 10 E524.2 07/19/2006 9:41 AM

Result(s) reported meet(s) Regulatory Limit(s).
Resull(s) lagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported : 7/31/2006

Page 10 of 33

Laboratory Manager

BNLM179 A 36



H2M LADS., INC.

575Brad Hollow Road, Mevlle NY 11747
(631)64-3040 . FAX: (631) 4208436 NYSDOH ID# 10478

LABORATORY RESULTS
?;o;;:]:\/,:\ National Lab.-BNLM LabNo. : 0607411-010A 1S-amp!e Information...
ype : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-010
Collected : 7/7/2006 10:15:00 AM Point No : 092-03
Received : 71712006 3:30:00 PM Location : Well #7 Raw
Collected By : CLIENT
Copy : Original
CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative Mg223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane < 0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Chloromethane <0.50 1 pa/L 5 E524.2 07/19/2006 10:08 AM
Vinyl chioride <0.50 1 ug/L 2 E524.2 07/19/2006 10:08 AM
Bromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Chloroethane <0.50 1 pg/L 5 ES524.2 07/19/2006 10:08 AM
Trichlorofluoromethane <0.50 1 g/l 5 E524.2 07/19/2006 10:08 AM
1,1-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Methylene chloride <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
trans-1,2-Dichloroethene <0.50 1 ug/L 5 ES524.2 07/19/2006 10:08 AM
1,1-Dichloroethane <0.50 1 pg/L 5 ES24.2 07/19/2006 10:08 AM
2,2-Dichloropropane <0.50 i ug/L 5 E524.2 07/19/2006 10:08 AM
cis-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Bromochloromethane <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
Chloroform 0.94 1 ug/L 50 E524.2 07/19/2006 10:08 AM
1,1,1-Trichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
Carbon tetrachloride <0.50 1 ug/L - 5 E524.2 07/19/2006 10:08 AM
1,1-Dichloropropene < 0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
1,2-Dichloroethane < 0.50 1 pg/L 5 E524.2 07/19/2006.10:08 AM
Benzene <0.50 1 pa/L 5 E524.2 07/19/2006.10:08 AM
Trichloroethene <0.50 i) pg/L 5 E524.2 07/19/2006 10:08 AM
1,2-Dichloropropane < 0.50 1 pg/L 5 ES524.2 07/19/2006 10:08 AM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Bromodichloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 10:08 AM
cis-1,3-Dichloropropene < 0.50 1 ug/L 5 ES24.2 07/19/2006 10:08 AM
Toluene <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
trans-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
1.1,2-Trichloroethane <0.50 1 pg/L 5 ES524.2 07/19/2006 10:08 AM
Tetrachioroethene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
1,3-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Dibromochloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 10:08 AM
Chilorobenzene < 0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
1,1,1,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Ethylbenzene <0.50 1 pa/L 5 E524.2 07/19/2006 10:08 AM
m,p-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
o-Xylene <0.50 1 pg/L S ES524.2 07/19/2006 10:08 AM
Styrene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Bromoform <0.50 1 50 E524.2 07/19/2006 10:08 AM

Resuil(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/31/2006

3

% Exceed Regulatory Limit(s). Limit noted.
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H2M LABS, INC.

575Broad Hdllow Road, Melvile NY 11747

(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM
70 Bell Ave.
Upton, NY 11973

LABORATORY RESULTS

Lab No.

: 0607411-010A

Sample Information...
Type : Potable Water
Origin : Raw Well

Attn To : Bob Lee Routine

Federal ID 5111891 Client ID. : 21972-010

Collected : 7/7/2006 10:15:00 AM Point No : 092-03

Received < 7712006 3:30:00 PM Location : Well #7 Raw

Collected By : CLIENT

Copy : Original

CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Isopropylbenzene <0.50 1 pa/L 5 E524.2 07/19/2006 10:08 AM
Bromobenzene <0.50 1 g/l 5 E524.2 07/19/2006 10:08 AM
1,1,2,2-Tetrachloroethane < 0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
1,2,3-Trichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
n-Propylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
2/4-Chlorotoluene <0.50 1 g/l 5 £524.2 07/19/2006 10:08 AM
1,3,5-Trimethylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
tert-Butylbenzene < 0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
1,2,4-Trimethylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
sec-Butylbenzene < 0.50 1 vo/L 5 E524 .2 07/19/2006 10:08 AM
n-Butylbenzene < 0.50 1 po/l 5 E£524.2 07/19/2006 10:08 AM
1,3-Dichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
1,4-Dichlorobenzene <0.50 1 uglt 5 E524.2 07/19/2006 10:08 AM
4-Isopropyitoluene <0.50 1 ug/L 5 E524.2 07/19/2006 10:08 AM
1,2-Dichlorobenzene <0.50 1 g/l 5 £524.2 07/19/2006 10:08 AM
1,2,4-Trichlorobenzene <0.50 1 pa/L. 5 E524.2 07/19/2006 10:08 AM
Hexachlorobutadiene <0.50 1 ug/L 5 £524.2 07/19/2006 10:08 AM
1,2,3-Trichlorobenzene < 0.50 1 pg/L 5 E524.2 07/19/2006 10:08 AM
Methyl tert-butyl ether < 0.50 1 ug/L 10 E524.2 07/19/2006 10:08 AM

Result(s) reported meet(s) Regulatory Limit(s).

Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/31/2006

% Exceed Regulatory Limit(s). Limit noted.
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H2M LADS, INC.

575Broad Hollow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
s;"Bo:lT:“',e: National Lab.-BNLM Lab No. : 0607411-013A Samp!e Information...
Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-013
Collected : 77712006 8:30:00 AM Point No : 055-09
Received : 7/7/2006 3:30:00 PM Location : Well #10 Raw
Collected By : CLIENT
Copy : Original
CC | Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:30 AM
Chioromethane < 0.50 1 pg/l 5 E524.2 07/19/2006 11:30 AM
Vinyt chloride <0.50 1 pg/L 2 E524.2 07/19/2006 11:30 AM
Bromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Chloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Trichlorofluoromethane <1050 = 1 ug/l 5 E524.2 07/19/2006 11:30 AM
1,1-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Methyiene chioride <0.50 1 pg/L 5 ES524.2 07/19/2006 11:30 AM
trans-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,1-Dichloroethane <0.50 = pg/l 5 E524.2 07/19/2006 11:30 AM
2,2-Dichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 11:30 AM
cis-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Bromochioromethane <0.50 1 pg/L ] E524.2 07/19/2006 11:30 AM
Chloroform 0.52 1 pa/L 50 E524.2 07/19/2006 11:30 AM
1,1,1-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Carbon tetrachloride <0.50 1 pg/l 5 E524.2 07/19/2006 11:30 AM
1,1-Dichloropropene <0.50 1 ug/l 5 E524.2 07/19/2006 11:30 AM
1,2-Dichloroethane <0.50 1 pg/L 5 E524.2 07/19/200641:30 AM
Benzene <0.50 1 ug/L 5 E524.2 07/19/2006-11:30 AM
Trichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,2-Dichloropropane < 0.50 1 pg/l 5 E524.2 07/19/2006 11:30 AM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Bromadichloromethane <0.50 1 pg/L 50 ES524.2 07/19/2006 11:30 AM
cis-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Toluene <0.50 1 ug/L 5 E524.2 07/19/2006 11:30 AM
trans-1,3-Dichloropropene <0.50 1 pa/L 5 E524.2 07/19/2006 11:30 AM
1,1,2-Trichloroethane <0.50 1] pg/L 5 E524.2 07/19/2006 11:30 AM
Tetrachloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,3-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Dibromochloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 11:30 AM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,1,1,2-Tetrachloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:30 AM
Ethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
m,p-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
o-Xylene <0.50 1 pg/l 5 ES524.2 07/19/2006 11:30 AM
Styrene <0.50 1 pg/L 5 ES524.2 07/19/2006 11:30 AM
Bromoform <0.50 1 pg/L 50 E524.2 07/19/2006 11:30 AM

Result{s) reported meel(s) Regulatory Limil(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/31/2006

% Exceed Regulatory Limit(s). Limit noted.
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H2M LADBS. INC.

575 Broad Hdlow Road, Mevile NY 11747
(631)624-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
?;o;;:a:\:’zn National Lab.-BNLM LabNo. : 0607411-013A jamp!e Information...
: ype : Potable Water
Upton, NY 11873 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-013
Collected : 7/7/2006 8:30:00 AM Point No : 055-09
Received : 7/7/2006 3:30:00 PM Location : Well #10 Raw
Collected By : CLIENT
Copy : Original
CC ; BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Bromobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1.1,2,2-Tetrachloroethane < 0.50 1 ug/L 5 E524.2 07/19/2006 11:30 AM
1,2,3-Trichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
n-Propylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
2/4-Chlorotoluene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,3,5-Trimethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
tert-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,2,4-Trimethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
sec-Butylbenzene < 0.50 1 pa/L 3} ES524.2 07/19/2006 11:30 AM
n-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,3-Dichlorobenzene < 0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,4-Dichlorobenzene < 0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
4-Isopropyltoluene < 0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,2-Dichlorobenzene <0.50 1 pg/L 5 £524.2 07/19/2006 11:30 AM
1,2,4-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
Hexachlorobutadiene <0.50 1 pg/L 5 E524.2 07/19/2006 11:30 AM
1,2,3-Trichlorobenzene <0.50 1 pg/l 5 E524.2 07/19/2006 11:30 AM
Methyl tert-butyl ether <0.50 1 Hg/L 10 E524.2 07/19/2006 11:30 AM

Result(s) flagged with
D.F. = Dilution Factor

Date Reported :

Result(s) reported meet(s) Regulatory Limit(s).
x Exceed Regulatory Limit(s). Limit noted.

713112006
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H2M LADBS, INC.

575Broad Holow Road, Melvile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478
LABORATORY RESULTS

Lab No. : 0607411-011A

Brookhaven National Lab.-BNLM

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-011
Collected : 71712006 7:45:00 AM Point No : 056-19
Received : 717/2006 3:30:00 PM Location : Well #11 Raw
Collected By : CLIENT
Copy : Original
CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichlorodifluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Chloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Vinyl chloride <0.50 1 pg/L 2 E524.2 07/19/2006 10:35 AM
Bromomethane <0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
Chloroethane <0.50 1 g/l 5 E524.2 07/19/2006 10:35 AM
Trichlorofluoromethane <0.50 ., 1 ug/L 5 E524.2 07/19/2006 10:35 AM
1,1-Dichloroethene <0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
Methylene chloride <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
trans-1,2-Dichloroethene <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
1,1-Dichloroethane < 0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
2,2-Dichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
cis-1,2-Dichloroethene <0.50 1 g/l 5 E524.2. 07/19/2006 10:35 AM
Bromochloromethane <0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
Chloroform <0.50 1 pg/L 50 E524.2 07/19/2006 10:35 AM
1,1,1-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Carboni tetrachloride <0.50 1 pg/L - 5 E524.2 07/19/2006 10:35 AM
1,1-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
1,2-Dichloroethane <0.50 1 Hg/L 5 E524.2 07/19/2006,10:35 AM
Benzene <0.50 1 ug/L 5 E524.2 07/19/2006:10:35 AM
Trichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Bromodichloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 10:35 AM
c¢is-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Toluene < 0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
trans-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,1,2-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Tetrachloroethene <0.50 1 ua/l 5 E524.2 07/19/2006 10:35 AM
1,3-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Dibromochloromethane <0.50 1 pa/L 50 E524.2 07/19/2006 10:35 AM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,1,1,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Ethylbenzene < 0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
m,p-Xylene <0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
o-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Styrene <0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
i pg/L 50 E524.2 07/19/2006 10:35 AM

Bromoform <0.50

Result(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.

D.F. = Dilution Factor
Date Reported : 7/31/2006
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HoM LADBS. INC.

575Broad Halow Road, Meivile NY 11747
(631)624-3040.. FAX: (631)420-8436 NYSDOHID#10478

LABORATORY RESULTS

Brookhaven National Lab.-BNLM

Lab No. : 0607411-011A

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-011
Collected : 71712006 7:45:00 AM Point No : 056-19
Received 1 7/7/2006 3:30:00 PM Location : Well #11 Raw
Collected By : CLIENT
Copy- : Original
CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Bromobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,1,2,2-Tetrachloroethane < 0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
1,2,3-Trichloropropane <0.50 1 pa/L 5 E524.2 07/19/2006 10:35 AM
n-Propylbenzene <0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
2/4-Chlorotoluene < 0.50 1 pg/l 5 E524.2 07/19/2006 10:35 AM
1,3,5-Trimethylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
tert-Butylbenzene <0.50 1 pg/L 5 ES524.2 07/19/2006 10:35 AM
1,2,4-Trimethylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
sec-Butylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
n-Butylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 10:35 AM
1,3-Dichlorobenzene <0.50 1 pg/L 5 E£524.2 07/19/2006 10:35 AM
1,4-Dichlorobenzene <0.50 1 g/l 5 E524.2 07/19/2006 10:35 AM
4-lsopropyltoluene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,2-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,2,4-Trichlorobenzene <0.50 1 pg/L 5 ES24.2 07/19/2006 10:35 AM
Hexachlorobutadiene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
1,2,3-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 10:35 AM
Methyl tert-buty! ether <0.50 1 pg/L 10 E524.2 07/19/2006 10:35 AM

Resull(s) reported meet(s) Regulatory Limit(s).
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.

D.F. = Dilution Factor
Date Reported : 7/31/2006
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H2M LABS. INC.

575Broad Hdlow Road, Melvile NY 11747
(631)654-3040 . FAX: (631)420-8436 NYSDOH ID#10478

LABORATORY RESULTS
?;o;;?:\::w National Lab.-BNLM Lab No. : 0607411-012A :amp?e Information...
ype : Potable Water
Upton, NY 11973 Origin : Raw Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-012
Collected : 7/712006 7:30:00 AM Point No : 056-20
Received : 7/7/2006 3:30:00 PM Location : Well #12 Raw
Collected By : CLIENT
Copy : Original
CC ; BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Total Coliform Negative 1 Negative M9223 07/08/2006 12:00 PM
E_Coliform Absent 1 Absent M9223 07/08/2006 12:00 PM
Dichloradifluocromethane <0.50 1 ug/l 5 E524.2 07/19/2006 11:02 AM
Chloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
Vinyl chloride <0.50 1 pg/L 2 E524.2 07/19/2006 11:02 AM
Bromomethane <0.50 1 pg/t 5 E524.2 07/19/2006 11:02 AM
Chloroethane <0.50 1 ug/t 5 E524.2 07/19/2006 11:02 AM
Trichlorofluoromethane <0.50 1 ug/L 5] E524.2 07/19/2006 11:02 AM
1,1-Dichloroethene <0.50 1 pg/l 5 E524.2 07/19/2006 11:02 AM
Methylene chioride <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
trans-1,2-Dichloroethene <0.50 1 g/l 5 E524.2 07/19/2006 11:02 AM
1,1-Dichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
2,2-Dichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
cis-1,2-Dichloroethene <0.50 1 pg/L 5 £524.2 07/19/2006 11:02 AM
Bromochloromethane <0.50 1 yg/L 5 E524.2 07/19/2006 11:02 AM
Chloroform <0.50 1 pg/L 50 E524.2 07/19/2006 11:02 AM
1,1,1-Trichloroethane 0.55 1 Hg/l 5 ES524.2 07/19/2006 11:02 AM
Carbon tetrachloride <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,1-Dichloropropene <0.50 1 ug/t 5 E524.2 07/19/2006 11:02 AM
1,2-Dichloroethane <0.50 1 g/t 5 E524.2 07/19/2006 11:02 AM
Benzene <0.50 1 g/l 5 E524.2 07/19/2006 11:02 AM
Trichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,2-Dichloropropane <0.50 1 g/l 5 E524.2 07/19/2006 11:02 AM
Dibromomethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Bromodichloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 11:02 AM
cis-1,3-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Toluene <0.50 1 pg/l 5 E524.2 07/19/2006 11:02 AM
trans-1,3-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,1,2-Trichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Tetrachloroethene <0.50 1 pg/l 5 ES24.2 07/19/2006 11:02 AM
1,3-Dichloropropane <0.50 1 po/L 5 E524.2 07/19/2006 11:02 AM
Dibromochloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 11:02 AM
Chlorobenzene < 0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
1,1,1,2-Tetrachloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Ethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
m,p-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
o-Xylene <0.50 1 pg/l 5 ES24.2 07/19/2006 11:02 AM
Styrene <0.50 1 ya/l 5 E524.2 07/19/2006 11:02 AM
Bromoform <0.50 1 yg/L 50 E524.2 07/19/2006 11:02 AM

Resull(s) reported meel(s) Regulatory Limit(s).
Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor

Date Reported :

4 %w v

Laboratory Manager
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HoM EADBS, INC.

575Broed Holow Road, Melvlie NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM -
T il o Lab No. : 0807411-012A Sample Information...
ell Ave. Type : Potable Water

Upton, NY 11973 Origin : Raw Well

Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-012
Collected . 7/7/2006 7:30:00 AM Point No : 056-20
Received : 7/7/2006 3:30:00 PM Location : Well #12 Raw

Collected By : CLIENT
Copy : Original

CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Isopropylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Bromobenzene < 0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
1,2,3-Trichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
n-Propylbenzene <0.50 1 g/l 5 E524.2 07/19/2006 11:02 AM
2/4-Chlorotoluene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM.
1,3,5-Trimethylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
tert-Butylbenzene < 0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,2,4-Trimethylbenzene < 0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
sec-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
n-Butylbenzene _ <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,3-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,4-Dichlorobenzene < 0.50 1 g/l 5 E£524.2 07/19/2006 11:02 AM
4-lsopropyltoluene <0.50 1 pg/L 5 E£524.2 07/19/2006 11:02 AM
1,2-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,2,4-Trichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Hexachlorobutadiene <0.50 1 pg/L 5 E524.2 07/19/2006 11:02 AM
1,2,3-Trichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 11:02 AM
Methy! tert-butyl ether < 0.50 1 yg/L 10 E524.2 07/19/2006 11:02 AM

Result(s) reported meet(s) Regulatory Limit(s). i
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. 2 . ;( .
D.F. = Dilution Factor

Date Reported : 7/31/2006
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H2M LABS, INC.

575Broad Holow Road, Melvle NY 11747
(631)894-3040 . FAX (631)420-8436 NYSDOHID#10478

LABORATORY RESULTS
?gc:;:‘:‘;j‘ National Lab.-BNLM LabNo. : 0607411-015A :ampfe Information...
ype : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-015
Collected : 7712006 11:30:00 AM Point No : 073-10
Received ; 7/7/2006 3:30:00 PM Location : Bldg. 624 WTP
Collected By : CLIENT
Copy : Original
CC ; BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Dichlorodifluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Chloromethane <0.50 1 g/l 5 E524.2 07/19/2006 11:57 AM
Vinyl! chloride <0.50 1 ug/L 2 E524.2 07/19/2006 11:57 AM
Bromomethane <0.50 1 pg/L 5 ES24.2 07/19/2006 11:57 AM
Chloroethane <0.50 1 pg/L 5 E£524.2 07/19/2006 11:57 AM
Trichlorofluoromethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
1,1-Dichloroethene <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
Methylene chloride <0.50 , 1 pg/L 5 E524.2 07/19/2006 11:57 AM
trans-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,1-Dichloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
2,2-Dichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
cis-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Bromochloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Chloroform <0.50 1 pg/L 50 E524.2 07/19/2006 11:57 AM
1,1,1-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Carbon tetrachloride <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,1-Dichloropropene <0.50 1 pag/L 5 E524.2 07/19/2006 11:57 AM
1,2-Dichloroethane <0.50 1 pg/L - 5 ES524.2 07/19/2006 11:57 AM
Benzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Trichloroethene <0.50 1 pg/L 5 ES524.2 07/19/2006_11:57 AM
1,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Bromodichloromethane 0.52 1 ug/L 50 E£524.2 07/19/2006 11:57 AM
cis-1,3-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
Toluene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
trans-1,3-Dichloropropene < 0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,1,2-Trichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Tetrachloroethene <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
1,3-Dichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
Dibromochioromethane 0.68 1 g/l 50 E524.2 07/19/2006 11:57 AM
Chlorobenzene <0.50 1 pg/l 5 E524.2 07/19/2006 11:57 AM
1.1,1,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Ethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
m,p-Xylene <0.50 1 pg/L 5 ES24.2 07/19/2006 11:57 AM
o-Xylene <0.50 il pa/L 5 E524.2 07/19/2006 11:57 AM
Styrene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Bromoform <0.50 1 ug/L 50 E524.2 07/19/2006 11.57 AM
Isopropytbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Bromobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM

Result(s) reported meet(s) Regulatory Limil(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/31/2006

% Exceed Regulatory Limit(s). Limit noted.

e v
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H2M LADS. INC.

575Broed Hollow Road, Mevile NY 11747
(631)634-3040. FAX: (631) 4208436 NYSDOH ID#10478
LABORATORY RESULTS

Lab No. : 0607411-015A

Brookhaven National Lab.-BNLM

Sample Information...

70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 ClientID. : 21972-015
Collected - 7/7/2006 11:30:00 AM Point No : 073-10
Received : 77772006 3:30:00 PM Location : Bldg. 624 WTP
Collected By : CLIENT
Copy : Original
CC , Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
1,2,3-Trichloropropane <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
n-Propylbenzene <0.50 1 pg/L 5 £524.2 07/19/2006 11:57 AM
2/4-Chlorotoluene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,3,5-Trimethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
tert-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,2,4-Trimethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
sec-Butylbenzene <0.50 1 ug/L 5 ES24.2 07/19/2006 11:57 AM
n-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,3-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,4-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
4-Isopropyltoluene <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
1,2-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
1,2,4-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Hexachlorobutadiene <0.50 1 ug/L 5 E524.2 07/19/2006 11:57 AM
1,2,3-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 11:57 AM
Methyl tert-butyl ether <0.50 1 pg/L 10 E524.2 07/19/2006 11:57 AM

Result(s) reported meet(s) Regulatory Limit(s).
Resull(s) flagged with ;. Exceed Regulatory Limi(s). Limit noted
D.F. = Dilution Factor ’

Date Reported : 7/31/2006
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H2M LADBS. INC.

575 Broad Hallow Road, Mehile NY 11747

(631)694-3040 . FAX (831)420-8436 NYSDOH ID# 10478

Brookhaven National Lab.-BNLM
70 Bell Ave. ‘
Upton, NY 11973

Attn To : Bob Lee
Federal ID 5111891
Collected : 71772006 8:35:00 AM
Received : 77712006 3:30:00 PM

Collected By : CLIENT
Copy : Original
CC ; Boblee

LABORATORY RESULTS

Lab No.

Point No : 055-38
Location : Well #10 Treated

1 0607411-021A

Sample Information...

Type : Potable Water

Origin : lreated Well
Routine

Client ID. : 21972-021

Parameter(s)

Dichlorodifluoromethane
Chloromethane

Vinyl chloride
Bromomethane
Chloroethane
Trichlorofluoromethane
1,1-Dichloroethene
Methylene chloride
trans-1,2-Dichloroethene
1,1-Dichloroethane
2,2-Dichloropropane
cis-1,2-Dichloroethene
Bromochloromethane
Chloroform
1,1,1-Trichloroethane
Carbon tetrachloride
1.1-Dichloropropene
1,2-Dichloroethane
Benzene
Trichloroethene
1,2-Dichloropropane
Dibromomethane
Bromodichloromethane
cis-1,3-Dichloropropene
Toluene
trans-1,3-Dichloropropene
1,1,2-Trichloroethane
Tetrachloroethene
1,3-Dichloropropane
Dibromochloromethane
Chlorobenzene
1,1,1,2-Tetrachloroethane
Ethylbenzene
m,p-Xylene

o-Xylene

Styrene

Bromoform
Isopropylbenzene
Bromobenzene

Result(s) reported meet(s) Regulatory Limit(s).

Results Qualifier

<0.50
<0.50
<0.50
<0.50
<0.50
<0.50
<0.50
<0.50 .
<0.50
<0.50
<0.50
<0.50
<0.50
<(0.50
< 0.50
<0.50
<0.50
<0.50
<0.50
<0.50
<0.50
< 0.50
<0.50
< 0.50
< 0.50
<0.50
<0.50
< 0.50
<0.50
<0.50
<0.50
<0.50
<0.50
<0.50
<0.50
<0.50
<0.50
< 0.50
<0.50

Units

D.F.
1 g/l
1 pa/L
1 pg/L
1 pg/L
1 pa/L
1 pg/L
1 pa/L
1 pa/L
1 ug/L
1 pg/L
1 pa/l
1 pg/l
1 ug/L
1 g/l
1 pg/L
1 ug/L
1 ug/L
1 ya/L
1 ug/l
1 pg/L
1 g/l
1 g/l
1 pg/L
1 ug/L
1 pg/L
1 pg/L
1 ug/L
1 g/l
1 pg/L
1 pg/L
1 pg/L
1 pg/l
1 pg/L
1 pg/L
1 ug/l
1 pg/L
1 pg/L
1 pa/l
1 pa/l

Resull(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.

D.F. = Dilution Factor
Date Reported : 7/31/2006

Page 29 of 33

Limit Method Number Analyzed
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
2 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5) E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
) E524.2 07/19/2006 1:
50 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
) E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19./2006 q:
5 E524.2 07/19/2006+1:
5 E524.2 07/19/2006 1:
50 E524.2 07/19/2006 1:
5 E524.2 a7/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
50 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
50 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:
5 E524.2 07/19/2006 1:

Laboratory Manager

19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
19 PM
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H2M LADBS. INC.

575Broad Holow Road, Melvile NY 11747
(631)64-3040.. FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0607411-021A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-021
Collected : 77712006 8:35.00 AM Point No : 055-38
Received : 7/712006 3:30:00 PM Location : Well #10 Treated
Collected By : CLIENT
Copy : Original
CC ; BobLlee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachloroethane <0.50 1 pg/L 5 £524.2 07/19/2006 1:19 PM
1,2,3-Trichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 1:19 PM
n-Propylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 1:19 PM
2/4-Chlorotoluene <0.50 1 pg/L 5 E524.2 07/19/2006 1:19 PM
1,3,5-Trimethylbenzene <0.50 1 pg/L 5] E524.2 07/19/2006 1:19 PM
tert-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 1:19 PM
1,2,4-Trimethylbenzene <0.50 1 Hg/L 5 E524.2 07/19/2006 1:19 PM
sec-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 1:19 PM
n-Butylbenzene <0.50 1 ua/L 5 ES524.2 07/19/2006 1:19 PM
1,3-Dichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 1:19 PM
1,4-Dichlorobenzene <0.50 1 ug/L 5) ES524.2 07/19/2006 1:19 PM
.4-Isopropyltoluene <0.50 1 ug/L 5 E524.2 07/19/2006 1:19 PM
1,2-Dichlorobenzene < 0.50 1 pg/L 5 ES524.2 07/19/2006 1:19 PM
1,2,4-Trichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 1:19 PM
Hexachlorobutadiene < 0.50 1 ug/L 5 E524.2 07/19/2006 1:19 PM
1,2,3-Trichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 1:19 PM
Methyl tert-butyl ether <0.50 1 pg/L 10 E524.2 07/19/2006 1:19 PM

Result(s) reporied meet(s) Regulatory Limit(s). .
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted. Qo 7( .
D.F. = Dilution Factor
Date Reported : 7/31/2006
Page 30 of 33 Laboratory Manager
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H2M LADS, INC.

575 Broad Halow Roed, Mevile NY 11747
(631)694-3040 . FAX: (631)420-8436 NYSDOH ID# 10478

LABORATORY RESULTS
'?;OBOSTZ‘:Z.] National Lab.-BNLM Lab No. : 06§07411-017A Samp!e Information...
Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine

Federat ID 5111891 Client ID. : 21972-017

Collected 1 7/712006 7:50:00 AM Point No : 056-33

Received : 71712006 3:30:00 PM Location : Well #11 Treated

Collected By : CLIENT

Copy : Original

CC . BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed

Dichlorodifluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Chloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Vinyl chloride <0.50 1 pg/l 2 E524.2 07/19/2006 12:24 PM
Bromomethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Chloroethane <0.50 1 g/l 5 ES524.2 07/19/2006 12:24 PM
Trichlorofluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,1-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Methylene chloride <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
trans-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,1-Dichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
2,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
cis-1,2-Dichloroethene <0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
Bromochloromethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Chloroform <0.50 1 pg/L 50 E524.2 07/19/2006 12:24 PM
1,1,1-Trichloroethane 0.51 1 pg/L 5 E£524.2 07/19/2006 12:24 PM
Carbon tetrachloride <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,1-Dichloropropene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,2-Dichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Benzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Trichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,2-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 32:24 PM
Dibromomethane <0.50 1 pag/l 5 E524.2 07/19/2006 12:24 PM
Bromodichloromethane <0.50 1 ug/L 50 E524.2 07/19/2006 12:24 PM
cis-1,3-Dichloropropene < 0.50 1 pg/L ) E524.2 07/19/2006 12:24 PM
Toluene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
trans-1,3-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
1,1.2-Trichloroethane < 0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
Tetrachloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,3-Dichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Dibromochloromethane <0.50 1 ug/L 50 E524.2 07/19/2006 12:24 PM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,1,1,2-Tetrachloroethane < 0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Ethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
m,p-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
o-Xylene <0.50 1 pg/L 5 ES24.2 07/19/2006 12:24 PM
Styrene <0.50 1 pg/l 5 E£524.2 07/19/2006 12:24 PM
Bromoform <0.50 1 ug/L 50 E524.2 07/19/2006 12:24 PM
Isopropylbenzene <-0.50 1 pg/l 5 ES524.2 07/19/2006 12:24 PM
Bromobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM

Result(s) reported meet(s) Regulatory Limil(s).
Result(s) flagged with
D.F. = Dilution Factor

Date Reported : 7/31/2006

% Exceed Regulatory Limit(s). Limit noted.
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H2M LADS. INC.

575Broad Hallow Road, Melvie NY 11747
(631)634-3040 . FAX: (631) 420-8436 NYSDOHID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0607411-017A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-017
Collected : 7712006 7:50:00 AM Point No : 056-33
Received : 7/7/2006 3:30:00 PM Location : Well #11 Treated
Collected By : CLIENT
Copy : Original
CC ; BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,2,3-Trichloropropane <0.50 1 L/l 5 E524.2 07/19/2006 12:24 PM
n-Propylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
2/4-Chlorotoluene <0.50 1 pglL 5 E524.2 07/19/2006 12:24 PM
1,3,5-Trimethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
tert-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
1,2,4-Trimethylbenzene <0.50 1 g/l 5 E524.2 07/19/2006 12:24 PM
sec-Butylbenzene <0.50 1 ug/l 5 ES24.2 07/19/2006 12:24 PM
n-Butylbenzene < 0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
1,3-Dichlorobenzene <0.50 1 g/t 5 E524.2 07/19/2006 12:24 PM
1,4-Dichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
4-Isopropyltoluene <0.50 1 g/l 5 E524.2 07/19/2006 12:24 PM
1,2-Dichlorobenzene < 0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
1,2,4-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:24 PM
Hexachlorobutadiene <0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
1,2,3-Trichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 12:24 PM
Methyt tert-buty! ether <0.50 1 pg/l 10 E524.2 07/19/2006 12:24 PM

. "f%’r(;s;,lvlt(s) repéde;i %eét(s) Reg>ulatory Liﬁil(s). » ) - - .
gfe’:s.ull(;)ﬂgzgger:daggt % Exceed Regulatory Limit(s). Limit noted Qv 7( :/ﬂa.ww)
Date Reported : 7/31/2006
Page 24 of 33 Laboratory Manager
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H2M LADS, INC.

575Broad Hollow Road, Mehvile NY 11747
(631) 8943040 . FAX: (631)420-8435 NYSDOH ID# 10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM Lab No. : 0607411-019A Sample Information...
70,Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client ID. : 21972-019
Collected : 7/7/2006 7:35:00 AM Point No : 056-34
Received : 7/7/2006 3:30:00 PM Location : Well #12 Treated
Collected By : CLIENT
Copy : Original
CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
Dichlorodifluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
Chloromethane <0.50 1 Hg/L 5 E524.2 07/19/2006 12:52 PM
Viny! chloride <0.50 1 pg/L 2 E524.2 07/19/2006 12:52 PM
Bromomethane <0.50 1 pg/l 5 E524.2 07/19/2006 12:52 PM
Chloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
Trichlorofluoromethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1,1-Dichloroethene <0.50 1 pa/l 5 E524.2 07/19/2006 12:52 PM
Methylene chloride <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
trans-1,2-Dichloroethene <050 1 pa/L 5 £524.2 07/19/2006 12:52 PM
1,1-Dichloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
2,2-Dichloropropane <0.50 1 yg/L 5 E524.2 07/19/2006 12:52 PM
cis-1,2-Dichloroethene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
Bromochloromethane <0.50 1 pg/L 5 E£524.2 07/19/2006 12:52 PM
Chloroform 0.59 1 pg/L 50 E524.2 07/19/2006 12:52 PM
1,1,1-Trichloroethane 0.65 1 ug/L 5 E524.2 07/19/2006 12:52 PM
Carbon tetrachloride <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1,1-Dichioropropene <0.50 1 pg/t 3] E524.2 07/19/2006 12:52 PM
1,2-Dichloroethane <0.50 1 pg/l B E524.2 07/19/2006 12:52 PM
Benzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
Trichloroethene <0.50 1 ug/L ) E524.2 07/19/2006 12:52 PM
1,2-Dichloropropane <0.50 1 pg/L 5 £524.2 07/19/2006 12:52 PM
Dibromomethane <0.50 1 pg/L 5 E524.2 07/119/2006 12:52 PM
Bromodichlioromethane <0.50 1 ug/L 50 £524.2 07M19/2006 12:52 PM
cis-1,3-Dichloropropene <0.50 1 pg/L 5 £524.2 07/19/2006 12:52 PM
Toluene <0.50 1 pg/l 5 £524.2 07/19/2006 12:52 PM
trans-1,3-Dichloropropene <0.50 1 ug/L 5 E524.2 07/19/2006 12:52 PM
1,1,2-Trichloroethane <0.50 1 pa/L 5 E524.2 07/19/2006 12:52 PM
Tetrachloroethene <0.50 1 pg/L 5 ES524.2 07/19/2006 12:52 PM
1,3-Dichloropropane <0.50 1 pa/L 5 E524.2 07/19/2006 12:52 PM
Dibromochloromethane <0.50 1 pg/L 50 E524.2 07/19/2006 12:52 PM
Chlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1,1,1,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
Ethylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
m,p-Xylene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
o-Xylene <0.50 1 pg/L 5 £524.2 07/19/2006 12:52 PM
Styrene * <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
Bromoform <0.50 1 pg/L 50 E524.2 07/19/2006 12:52 PM
Isopropylbenzene <0.50 1 pg/L 5] E524.2 07/19/2006 12:52 PM
Bromobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 12:52 PM

Result(s) flagged with
D.F. = Dilution Factor

Date Reported :

Result(s) reported meet(s) Regulatory Limit(s).
&% Exceed Regulatory Limil(s). Limit noted.

7/31/2006
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H2M LADBS. INC.

575Broad Hollow Road, Mehville NY 11747
(631)654-3040 . FAX: (631) 420-8436 NYSDOH ID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM LabNo. : 0G07411-019A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : Treated Well
Attn To : Bob Lee Routine
Federal ID 5111891 Client [D. : 21972-019
Collected < 7/7/2006 7:35:00 AM Point No : 056-34
Received < 7/7/2006 3:30:00 PM Location : Well #12 Treated
Collected By : CLIENT
Copy : Original
CC ; Boblee
Parameter(s) Results Qualifier D.F. Units Limit Method Number Analyzed
1,1,2,2-Tetrachloroethane <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1.2,3-Trichloropropane <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
n-Propylbenzene <0.50 1 pg/L 5, E£524.2 07/19/2006 12:52 PM
2/4-Chlorotoluene <0.50 1 Mg/l 5 E524.2 07/19/2006 12:52 PM
1.3,5-Trimethylbenzene <0.50 1 pg/L 5 E£524.2 07/19/2006 12:52 PM
tert-Butylbenzene <0.50 1 pa/L 5 £524.2 07/19/2006 12:52 PM
1,2,4-Trimethylbenzene <0.50 1 ug/L 5 E524.2 07/19/2006 12:52 PM
sec-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
n-Butylbenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1,3-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1,4-Dichlorobenzene <0.50 1 ug/L 5 E524.2 07/19/2006 12:52 PM
4-Isopropyltoluene < 0.50 1 pg/L 5 E524 .2 07/19/2006 12:52 PM
1,2-Dichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1.2.4-Trichlorobenzene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
Hexachlorobutadiene <0.50 1 pg/L 5 E524.2 07/19/2006 12:52 PM
1,2,3-Trichlorobenzene <0.50 1 pg/L 5 E524.2 (07/19/2006 12:52 PM
Methyl tert-butyl ether <0.50 1 ug/L 10 E524.2 07/19/2006 12:52 PM

Result(s) reported meet(s) Regulatory Limit(s). s
Resull(s) lagged with 4 Exceed Regulatory Limit(s). Limit noted. anon zt .
D.F. = Dilution Factor .
Date Reported : 7/31/2006
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ATTACHMENT IX
Brookhaven National Laboratory
Potable Water Supply
2006 Semi-Annual Inorganic and Nitrate/Nitrite Analyses

for the BNL Distribution System



VU/ YW/ VU, VU e aw  aamsa

H2M LADBS, INC.

575 Broad Holow Road, Mehie NY 11747
(631)694-3040. FAX: (531)420-8436 NYSDOH ID# 10478
LABORATORY RESULTS

Brookhaven National Lab.-BNLM
70 Bell Ave.
Upton, NY 11973
Attn To : .Bob Lee
Federal ID 5111891
Collected : 777006 7:15:00 AM
Received ; 7/7/06 3:30:00 PM
Collected By : CLIENT
Copy : Original
CC ; Boblee

LabNo. : 0607411-008A

Point No : 085-294
Location : B-185 Personnel

Sample Information...

Type : Potable Water

Origin : Distribution
Routine

Client ID. : 21972-008

Parameter(s) Results Qualifier D.F. Units Limit

Aluminum <200 1 HghL

Barium <200 1 Hg/L 2000
Beryllium <3.0 1 pg/L 4
Cadmium <5.0 1 Ha/l 5
Calcium 5430 1 ua/L

Chromium <10 1 Mg/l 100
Copper <20.0 1 pg/L 1300
Iron 124 1 pa/L 300
Magnesium 2640 1 Hg/L

Manganese 127 1 Hg/L. 300
Nickel <40.0 1 Hg/L 100
Siiver <10 1 ug/L 100
Sodium 16600 1 pgll

Zine <20.0 1 Hg/L 5000
Arsenic <3.00 1 10
Lead <1.00 1 ug/l 15
Selenium < 5.00 1 ug/l 50
.Antimony <5.90 1 ugl/t 6
Thallium <1.90 1 ug/l 2
Mercury <0.20 1 ug/l 2

Method Number Analyze

E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200,7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 Q7/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.7 07/13/2006 11:15 AM
E200.8 07/27/2006 11:19 AM
E200.8 07/27/2006 11:19 AM
E200.8 07/27/2006 11:19 AM
E200.8 07/27/2006 11:19 AM
E200.8 07/27/2006 11:19 AM
E200.8 07/27/2006 11:19 AM

Resuit(s) reported meet(s) Regulatory Limit(s).

Resuli(s) flagged with 4 Exceed Regulatory Limit(s). Limit noted.
D.F. = Dilution Factor
Date Reported : 7/31/06
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H2M LADBS. INC.

575Broad Halow Road, Melvile NY 11747
(631)894-3040 . FAX: (631)420-8436 NYSDOHID#10478

LABORATORY RESULTS
Brookhaven National Lab.-BNLM LabNo. : 0607411-008A Sample Information...
70 Bell Ave. Type : Potable Water
Upton, NY 11973 Origin : istribution
Attn To : Bob Lee | Routine
Federal ID 5111891 Client ID, : 21972-008
Collected : 717/2006 7:15:00 AM Point No : 085-294
Received : 7/7/2006 3:30:00 PM Location : B-185 Personnel
Collected By : CLIENT
Copy : Original
CC ,; BoblLee
Parameter(s) Results Qualifier D.F. Units Limit Method Numbe[‘ Analyzed
Chloride 26.3 1 mg/L 250 E325.2 ! 07/14/2006 10:28 AM
Color <5 1 units - 15 E110.2 | 07/08/2006 9:06 AM
Specific Conductivity 153 1 pmhos/cm M2510B | 07/13/2006 3:32 PM
Fluoride <0.10 1 mg/L 2.2 M4500F C | 07/10/2006 6:02 PM
MBAS <0.08 1 mg/L E425.1 “ 07/08/2006 10:10 AM
Nitrogen, Ammonia (As N) <0.10 1 mg/L E£350.1 | 07/10/2006 1:28 PM
Nitrite as N <0.10 1 mg/L 1 E353.2 \ 07/08/2006 2:49 PM
Nitrate as N 0.29 1 mg/L 10 E353.2 | 07/12/2006 2:06 PM
Odor ' 0 1 units 3 E140.1 ‘ 07/08/2006 9:05 AM
pH . 7.7 1 pH Units E150.1 | 07/07/2006 5:06 PM
Sulfate 97 1 mg/L 250 E375.4 | 07/10/2006 2:38 PM

Result(s) reported meet(s) Regulatory Limit(s). | i
Result(s) flagged with 4 Exceed Regulatory Limit(s). Limit noled 2 7( )
D.F. = Dilution Factor |

Date Reported : 7/31/2006
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